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—
US ENVIRONMENTAL PROTECTION AGENCY

n WASHINGTON, DO 20450 Form Approved
. ME Ao, 2070-0007
’EPA TOXIC SUBSTANCES CONTROL ACT gxpa‘res%-sfzsa

NOTICE OF {NSPECTION

1. INVESTIGATION IDENTIFICATION 2. TIME 3. FIRM NAME Askgrove‘_ cCeme nf—

DATE INSPECTOR NO. |DAILY SEQ. NO.
&/14/90 1
2. INSPECTOR ADDRESS 5. FIRM ADDRES

Oregon  Opevnlions Off ee 139739 }'\7 Rivergafe Blvd

%jlf 5.1‘:3' 6Th B Ao Portland , OR Porﬂom&t OR q4720%

REASON FOR INSPECTION
/ Under the authority of Section 11 of the Toxic Substances Control Act ;
For the purpose of inspecting (including taking samples, photographs, statements, and other inspection activities) an establish-
ment, facility, or other premises in which chemical substances or mixtures or articles containing same are manufactured, proc-
essed or stored, or held before or gfter their distribution in commerce (including records, files, papers, processes, controls, and
facilities) and any conveyance belng used to transport chemical substances, mixtures, or articles containing same in connection
with their distribution in commerce {including records, files, papers, processes, controls, and facilities) bearing on whether the
requirements of the Act applicable to the chemical substances, mixtures, or articles within or associated with such premises or
conveyance have been complied with.
[1  In addition, this inspection extends to (Check appropriate blocks}:
[CJ A. Financial data CJ D. Personne! data
] B. Sales data ' LIE. Research data

L3 C. Pricing data

The nature and extent of inspection of such data specified in A through E above is as follows;

/
00T OO
878461
INSPECTOR SIGNATURE RECIPIENT SIGNATURE '
Dol 5. Mordbn Lo A PN
MNAME NAME -
- .
% DC.W\\G l D H@l oTe { (/""2;7 T e e '
DATE SIGNED TITLE B DATE SlG.NED
EM w2 ProTection Spee | 614 “‘ﬁ D _ & - 'f;c_xj'j/f_’f/;;g
 EPAForm77403(1282) ~  INSPECTIONFILE =~ = FAGWITY . . .. ... .BEGIONALOFFICE ... ... NSPECTOR'SFILE
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SEPA

S ENVIRONMENTAL PROTECTION AGENCY
WASHINGTON, DC 20460

TOXIC SUBSTANCES CONTROL ACT
TSCA INSPECTION CONFIDENTIALITY NOTICE

——
Form Approved

OMB No. 2070-0007
Expires 3-31-88

1. INVESTIGATION IDENTIFICATION

2. FIRM NAME

PATE INSPECTOR NO. DAILY SEQ. NO.

/14 /40

Sh grove CemenT
4. FIRM ADDRESS

3. INSPECTOR NAME
awl ELI He,ig,'f_% '

1234 N ﬁ)u/ev’@oma Aue,.

5. INSPECTOR ADDRESS o~
Oreﬂom o Fé‘.’ VEA i" =g tN O“H"l C_‘fi

USEPA
g1l SW g™ Aye

- Portland, Of  “17204

I'6. CHIEF EXECUTIVE OFFICER NAME |

POV‘T,CAV\J ; (’7R Cf“'JZOB

[7. TITLE

It is possible that EPA will receive public requests for release of the
information obtained during inspection of the facility above. Such
requests will be handled by EPA in accordance with provisions of the
Freedom of Information Act (FOIA), 5 USC 552; EPA regulations
issued thereunder, 40 CFR Part 2; and the Toxic Substances Control
Act {TSCA}, Section 14, EPA is required to make inspection data
available in response to FOJA requasts unless the Administrator of the
Agency determines that the data contain information entitled to confi-
dential treatment or may be withheld from release under other excep-
tions of FOIA.

Any or afl the information collected by EPA during the inspection may
be claimed confidential if it relates to trade secrets or commercial or
financial matters that you consider to be confidential business infor-
mation. If you assert a CBI claim, EPA will disclose the information
only to the extent, and by means of the procedures set farth in the
regulations (cited above) governing EPA’s treatment of confidential
business information, Among other things, the regulations require that
EPA notify you in advance of publicly disclosing any information
you have ¢laimed as confidential business information.

A confidential business information {CB1} claim may be asserted at any
time, You may assert a CBI claim prior to, during, or after the infor-
matien is collected. The declaration form was developed by the Agency
to assist you in asserting a CBI claim. If it is more convenient for you to
assert a CBI claim on your own stationery or by marking the individual
documents or samples “TSCA confidential business information,” it is
not necessary for you to use this form, The inspector will be glad to
answer any questions you may have regarding the Agency's CBI
procedures,

While you may claim any collected information or sample as confiden-
tial business information, such claims are unlikely to be upheld if they
are challenged unless the information meets the following criteria:

1. Y our company has taken measures 1o protect the confi-
dentiality of the information, and it intends to continue
to take such measures.

TO ASSERT A CONFIDENTIAL BUSINESS INFORMATION CLAIM

2. The information is not, and has not been, reasonably cbtainable
without your company’s consent by other persons (other than
governmental bodies) by use of legitimate means {other than
discovery based on showing of special need in & judicial or
quasi-judiciat proceeding).

3. The information is not publicly available elsewhare.

4, Disclosure of the information would cause substantial
harm to your company's competitive position,

At the completion of the inspection, you will be given a receipt for all
documants, samples, and other materials collected. At that time, you
may make claims that some or all of the information is confidantial’
business information.

If you are not authorized by your company to assert a CBI claim, this
notice will be sant by certified mail, along with the receipt for docu-
ments, samples, and other materials to the Chief Executive Officer of
your firm within 2 days of this date, The Chief Executive Officer must
return 8 statement specifying any information which should receive
confidential treatment,

The statement from the Chief Executive Officer should be addressed
to:

and mailed by registered, return-receipt requested mail within 7 calen-
dar days of receipt of this Notice. Claims may,be made any time
after the inspection, but inspection data will not be entered into the
special security system for TSCA confidential business information
untit an official confidentiality claim is made. The data will be handled
under the agency's routine security system unless and until a claim is
made. )

TO BE COMPLETED BY FACILITY OFFICIAL RECEIVING THIS NOTICE:

| have received and read the notice

If there is no one on the premises of the facility who is authorized to make
business confidentiality claims for the firm, a copy of this Notice and other
inspection materials will be sent to the company’s chief executive officer, If
there is another compsany official who should also receive this infarmation,
plaasa designate below.

SIGNATURE ‘ ’ MNAME
‘ ‘ ‘ A7
; N |
{/‘,//' /4 T -,/7%‘ “_,a’:—-
MNAME ' TITLE
OJ A s T S
TITLE .DATE SIGNED ADDRESS
"'._?‘r / oL -
e L AR X T ‘.
{\_,.(,,/‘_.{(‘,2;\“ /7/}“";"?:"" P s %/" s j

EPA Form 7740-4 (12-82}

FACILITY
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A .
to - WASHINGTON, DC 20480 gg;’; ﬁ””;g‘,";daom
N EPA TOXIC SUBSTANCES CONTROL ACT Approvai expires 8-31-85
\’ [ RECEJIPT FOR SAMPLES AND DOCUMENTS 4

US ENVIRONMENTAL PROTECTION AGENCY

T |2 FAAM NAME
ATE R Z’é‘f ﬁ?gﬁﬂf/ﬂ“ Zém enlc West 7
&/15/) G0 i |
T FIRM ADDRESE 7<)
Live

3 O pe jorn @l?ﬂeraﬁllf’mj /39 39 N,
5 %= pA |

5 S L Hve
N2 One . GFz oy

/ja&/
;Omfﬂ.qm{/ Ole &9 9 o3

- The documents and samples of chemical substances and/or mixtures described below were collected in connection with the
administration and enforcement of the Toxic Substances Control Act. '

RECEIPT OF THE DOCUMENTI(S) AND/OR SAMPLE(S) DESCRIBED IS HEREBY ACKNOWILEDGED:

NOQ,

DESCRIPTION

T Trems frman Tovde = 0)] o Burve /. i T
F Bonta © @/ FFom burner— (b e rya

Brvrne, T3 /c,(/{,,«; SUpd # Do COLIMATIC Taf
Craya frarbon VD Muniter] 7 back .

Pavictrn Tost o shopmiact e e
LrsT of %Cﬁ £- 'azfme,A]/{W

Man //afﬁ» i Pes 7 at?/u/% raf 5 * 2 e /e

Zaverc e on Ldaf oF TB's we Tt g 56 s
| Dden, & Tod 5pt  Sarupts

% (/ﬂf'&f re s

OPTIONAL:

DUPLICATE OR SPLIT SAMPLES: REQUESTED AND PROVIDED D NOT REQUESTED D ;

mspscz\liwwunso RECIPIENT SIGNATURE ’/
A P A
N} - ] NAME ’ , .
,Z_mu Celven () . &ty s
TITfI,EH ‘ P DCTE SIGNED -T"'_',':E e s_nGNED_—""
— — ” e ﬁ

EPA Form 7740-1 {12-82)
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SEPA

b7

) SAMPLE DATA AND CHAIN OF CUSTODY SHEET

- el Fan
1200 St Avanve W’lﬁm LZMM»#DWL > Ty 7 )
Suniewassior  Case }g‘.nforcement/Custody Miscellaneous: Sampling Crew: .
Project Code:__. Account: [J Data Confidential
Name/Location : .
Prol. Off.: BT (3D O, Treve Biawh Yo Forifie Loy O Possible Toxic/Hazardous M
o, o2 - Tel.# O Data for Storet Recorder}&—
—_— i : (Signatuces Aequired]
MATRIX | # CONTAINERS LAB STORET STATION SAMPLING TRAFFIC REPORT NUMBERS | SAMPLER'S STATION
w SRERP NUMBER NUMBER DATE & TIME ' INITIALS DESCRIPTION
o g |&lgl3 :
Cwl [slEle518l3 ;
S M ESE E =M BEREEE
ooi=lS[818| 5] |8 8[al £l 2
YO OE 9] 5)018| = [R)98] vr {wk Seq Yr {[Mo] Dy} Time Org, Inorg.
- 1
EARIE N ALY Frnfol anliround
X elodglo|dily Trensf0.1 £
K oo 1410 el 1] 2./ ,ggﬂk(.'r‘ L a4 riLee
X CRZEACKEL AN vl
LAB DEFTH COLl ©A™ [TemMP | pH | CNOCTAY ~Tomr :
NUMBER mTo| cooe | oee Nocve _ OSITE ONLY CONDITION OF SAMPLES UPON RECEIPT AT LAB:
, - co c : CUSTODY SEALS INTACT: Dyes Ono Cnone
zly ENDING DATE .
vr fwk| Seq 5l ' o Tov T T = - CHAIN OF CUSTODY RECORD
Yy e YPe 1 "% IRELINQUISRED BY: rspwmr RECEIVED BY:  swrurur- DATE/TIME
RELINQUISHED BY: (Sgnatwrer RECEIVED BY: 1Spnaturet DATE/TIME
R RECINGUISHED BY: rSynarurer RECEIVED BY: rtpratwres DATE/TIME
RELINGUISHED BY: (Spnrieer RECEIVED BY MOBILE LAB DATE/TIME
: FOR FIELD ANALYSIS; tSgnenrel
2 :
) ED B¥p rSprorwer DATE HLAD
, Sruteql230
METHOD OF SHIPMENT /A

Laboratory Copy Vilure

Ve

Prowrt OH<er Comy

YoRaw
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LASE NAME.
SUBMITTZR.
UIEND CONE.

{TEM »

[ Teh1

QG2

a0y

G

Analyiical Records Report

MORDAY JUNE Z3th, 19%0

PU4iigR3 ASH GCROVE CEMENT
;ales, Richard F COLLELTOR: Culver, Hon

48332 Harardons 3nill Response
ARESULT UNITS TEST
Bunker fuel on ground

Hh/i4/9 & 1150

Attached Completion of PCR

Transioermer oil, low level PCH <50
03716150 € 12.4G3

Attachad fompletion of PL3
Bunker fue]l @ fucrnace

Ge/14/9G # 1210

Aftached Completion of PCH
Blank

Gal1aIv 2 12054
Aitached Completion of PCR

am
.

TIERFARTMENT GF ENY AOMNMENT AL QIUIALITY

(’ BORATCARIES
h PAGE i of
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Aecunt Paraaeter CAS Registry
Malkg Hurber
pureper T
ey
1106 PCR Browp ! [i10&gEe
{30 PCE Grsup & 11168863
{10 PCB Greup 2 S4eSiY
10 PCH Group & 11097691
a4 PLH Broup 5 11076825
LH Tetal PCR
FC3 Group 1 includes PoB 3221 and iz ca cuia*ed as i2di.
Lk Group 2 inciudes PLH 1232 and in s calculated az 1232,
PLE Breup 3 ingludes PCE'S 101&, 1242 asd | QB and ie
caloulated a5 1242,

PLE Broup & 1‘:ludn5 FLB 123% and i3
PLE Broup 5 includes PCB's 1240 ang 1
as {280,

N0 Ho PC3's sheeryed abeve indicated

caiculated as 1254,
262 and is calgulated

detzction limit.

77
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Cospites with ZPA WFDES Hethog 06 a0
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!

t
A Mo wj

Tiizs L lups 199G
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L3 5 Fiu§d3
- - Il

Seaple: FOZ0G4

Tiza #y &

7L Broug o 1311264232
& {1141182
SEheRELY
11997651
11096825

-
Ly ]
(=]
[=x]
-
o -
=
v &
[ S IC R

K Total PCH
#23 Broup § includes PC3 1221 and is calculated as 1231,
FL2 Sroup 2 :nciudes PCE 1232 ard ia ¢ calculated as 1832,
Fid Broup 3 includes POE'S 1018, 1262 and 1848 and is
caicslated a5 12%c.
#L2 Brosp & includes PCH 1254 and is calculatezd ac 1EGG,
FE3 Broup S iaclodes FOR's §267 and 1262 and is caltuleted
az {£&,

)

N3 Ne PL3's ohserved above indizated deteztion jigii.
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= ULS.G.PO. 1889.234-555

PS Form 3800, June 1985

P 331 920

{See Reverse)

bya

RECEIPT FOR CERTIFIED MAIL
HO INSURANGE COVERAGE PAOVIDED
NOT FOR INTERNATIONAL MAIL

Sent 10 EPA

Stiefloaad T:'L‘i- M

P.? State and ZIP Code

430

b"ﬁu:’, Wit

Posiage

5/25

Certitied Fee

]

Special Delivery Fee

Reslricted Delivery Fee

Return Receipt showing
10 whom and Date Delivered

Aelurn Receipt showing 1o whom,
Dale, and Addw
]

-
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Location/Site: A@M@m@@/ﬂate

Collected By:

3K (7 t/!//l/c[

N
DEP]\R‘I‘IIENT OF I‘IWIRQNMENTAL QUALTYY AL Qgg%
' Request for Analysis boratory No. ,Eg

é/fsf/go
LF% 2

Progran

Dat:e Received Labi 6/ /) /ﬁa

6( 1930

JUH 2

Date Reported:

Purpose: 7257 7§v 2Lp — é‘rn/ /JJ/a, / nepoz’%ta To:
' /5 = &,
Comments s / 5C_/q ﬂcg (/, ' _
* Basic (P) unpreserved Nutrient (R) add H2504 in field Metals (Tm) HNO3 added in 1ab~-don t rinse; Organic(X) mason jar
Item lo. Sampling Point Description *Sample Container (bottle) #'s Test Required
Nutrients| DO ,;' Metals
{include time) Bazlic BOD :''{ Organi _
I B0oM 1 @01
T 7 s I 7B
d//, £L43 -‘:J;TD 3 e L
2 / L2095 Jem G0 - -
7

M/‘M/M

Fb‘m&ccf

Fch

098

3 _ : /;—2/0{414 ”

. :.“ ’ ',\

YT oA Eﬁ‘"
6 REC-EI.\_/ED(\E
\/

Laﬁézatory comments

-

l”ﬁ.E:}iggo
0RZe04 o

N 'Vrfﬂﬂll

L VIAYWHIL/LL
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- % United States Region 10 Alaska

Environmental Protection 1200 Sixth Avenue ldaho
Agency Sealtle WA 98101 Oregon
) Washington
SEPA
Reply To e 0
Attn Of: AT-083 QU1 ¢ 1990

CERTIFIED MAIL - RETURN RECEIPT REQUESTED

William Kistler, Plant Manager
Ash Grove Cement West, Inc.
13939 North Rivergate Boulevard
Portland, Oregon 97203

Dear Mr. Kistler:

This concerns the June 14, 1990 U.S. Environmental Protection Agency
(EPA) inspection of Ash Grove Cement West, Inc., located at 13939 N. Rivergate
Boulevard, Portland, Oregon, which was performed by Ron Culver and Dan Heister
of EPA pursuant to Section 11 of the Toxic Substances Control Act (TSCA).

This inspection was conducted to determine whether activities at the facility
were in compliance with EPA Regulations governing polychlorinated biphenyls
(PCBs), 40 C.F.R. Part 76l.

A review of the results of the inspection has been completed. On the
basis of this review, it appears that certain violations of EPA regulations
occurred at the facility. They are as follows:

REGULATION - QUARTERLY INSPECTIONS

40 C.F.R. § 761.30(a)(1)(ix) requires that a visual inspection of each
PCB Transformer (as defined in the definition of "PCB Transformer" under
§ 761.3) in use or stored for reuse shall be performed at least once
every 3 months. These inspections may take place any time during the
3-month periods: January-March, April-June, July-September, and
October-December as Tong as there is a minimum of 30 days between
inspections. The visual inspection must include investigation for any
leak of dielectric fluid on or around the transformer. The extent of the
visual inspections will depend on the physical constraints of each
transformer installation and should not require an electrical shutdown of
the transformer being inspected.

40 C.F.R. § 761.30(a)(1)(xii) states that records of inspection and
maintenance history shall be maintained at least 3 years after disposing
of a transformer and shall be made available for inspection, upon request
by EPA. Such records shall contain the following information for each

PCB Transformer:

(A) Its location. '

(B) The date of each visual inspection and the date that a leak was
discovered, if different from the inspection date.

(C) The person performing the inspection.

(D) The Tocation of any leak(s).

Appendix59-000012



(E} An estimate of the amount of dielectric fluid released from any
leak.

(F) The date of any cleanup, containment, repair, or replacement.

(G) A description of any cleanup, containment, or repair performed.

(H) The results of any containment and daily inspection required
for uncorrected active leaks.

VIOLATIONS ONE THROUGH FOUR

There was no record of quarterly inspections having been conducted
on the General Electric Pyranel Transformer (serial number E 68960) which
was located at Ash Grove Cement West, Inc., until January of 1988.

REGULATION - REGISTYRATION

40 C.F.R. § 761.30(a)(1){vi) states that as of December 1, 1985, all PC8
Transformers (including PCB Transformers in storage for reuse) must be
registered with fire response personnel with primary jurisdiction (that
is, the fire department or fire brigade which would normally be called
upon for the initial response to a fire involving the equipment).
Information required to be provided to fire response personnel for each
PCB Transformer includes:

(i) The Tocation of the PCB Transformer (the address of the
building and the physical location of the PCB Transformer on
the building site and, for an outdoor PCB Transformer, the
location of the outdoor substation},

(ii) The principal constituent of the dielectric fluid in the
transformer (e.g., PCBs, mineral oil, or silicone oil).

(iii) The name and telephone number of the person to contact in the
event of a fire involving the equipment.

VIOLATION FIVE

The General Electric Pyranol Transformer (serial number E 68960) was
not registered with the Portland Fire Depariment.

REGULATION - RECORDS & MONITORING

40 C.F.R. § 761.180(a) states that, beginning July 2, 1978, each owner or
operator of a facility using or storing at one time at least 45 kilograms
(99.4 pounds) of PCBs contained in PCB Container(s), or one or more PCB
Transformers, or 50 or more PCB Large High or Low Voltage Capacitors,
shall develop and maintain records on the disposition of the PCBs and PCB
Items. The records shall form the basis of an annual document prepared
for each facility by July 1, covering the previous calendar year. The
following information for each facility shall be included in the annual
document:
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1) The dates when PCBs and PCB Items are removed from service, are
placed into storage for disposal, and are placed into transport for

disposal. The quantities of the PCBs and PCB Items shall be

indicated using the following breakdown:

i) Total weight in kilograms of any PCBs and PCB Items in PCB
Containers, including the identification of container contents

such as liquids and capacitors;

ii) Total number of PCB Transformers and total weight in kilograms

of any PCBs contained in the transformers; and

iii) Total number of PCB Large High or Low Voltage Capacitors.

2) For PCBs and PCB Items removed from service, the location of the
initial disposal or storage facility and the name of the owner or

operator of the facility.

3) Total quantities of PCBs and PCB Items remaining in service at the

end of the calendar year, using the following breakdown:

i)  Total weight in kilograms of any PCBs and PCB Items in PCB
Containers, including the identification of container contents

such as liquids and capacitors;

ii) Total number of PCB Transformers and total weight in kilograms

of any PCBs contained in the transformers; and

iii) Total number of PCB Large High or Low Yoltage Capacitors.

VIOLATIONS STX THROUGH NINE

There were no PCB énnua] documents for the years 1988, 1987, 1986,
and 1985. During these years, there was at Teast one PCB Transformer

located at Ash Grove Cement West, Inc.

In addition to the above violations, there is another area that should be
addressed to ensure compliance with the PCB Regulations: you should test all
0il that is delivered to you to ensure that the oil contains less than 50
parts per million (ppm) PCB. Then you should maintain a log indicating the

PCB levels of the oil going into the PCB-contaminated storage tank.

Samples obtained during the inspection were analyzed for PCBs by the
State of Oregon Department of Environmental Quality analytical laboratory. A

copy of the analytical report with our annotation is enclosed for your

information. The analysis involved testing of the samples for eight

characteristic and distinct mixtures of PCB. They are: Aroclor 1221, 1232,

1242, 1248, 1254, 1260, 1262, and 1016. The results are as follows:

PCBs were not detected at the level of 10 ppm for Aroclor 1016, 1242,
1248, 1254, 1260, and 1262. PCBs were not detected at the level of 20
ppm for Aroclor 1232. PCBs were not detected at the level of 100 ppm for

Aroclor 1221.
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Although the laboratory analysis detected no PCBs, the analysis was not
exhaustive, and the detection levels were such that one can not conclude that
no PCBs were present above regulatory levels. Specifically, EPA does regulate
PCBs below the detection limits used in the analysis, and down to 2 ppm PCB.
Therefore, to ensure compliance with the PCB Regulations, you should consider
resampling and testing each area previously sampled. Enclosed is information
on burning of used o0il containing 2 to less than 50 ppm PCB. Waste oil must
be assumed to contain PCBs at quantifiable levels (2 ppm or greater), unless
laboratory analysis proves otherwise. You are only allowed to burn such oil
in an efficient manner, generally only in boilers of certain specified
designs. Open burning or burning in an unapproved manner could consitute a
serious violation of PCB Regulations.

You should be advised that TSCA authorizes penalties up to $25,000 per
day for each violation. Criminal penalties are authorized for knowing and
wilful violations of the Taw. Correcting the conditions noted in this letter
may prevent future violations. However, it will not provide protection from
Agency enforcement action for those violations that have already occurred.
Nothing in this letter should be construed to waive or limit any remedy
available to EPA by virtue of conditions at your facility or the acts or
omissions of your company. We are referring this case to EPA’s Region 10
Office of Regional Counsel for possible enforcement action. In this regard,
you will be receiving further correspondence from EPA.

Please understand that the aforementioned steps are being recommended to
avoid risk to health and the environment. Your company bears the ultimate
responsibility for taking all steps necessary to comply with the law. If you
have any questions regarding this letter, please contact Barbara Ross of my
staff. She can be reached at EPA Region 10, Pesticides and Toxic Substances
Branch, Mail Stop AT-083, 1200 Sixth Avenue, AT-083, Seattle, Washington

98101, telephone (206) 442-1985.

Sincerely,

OB @)
Gil Haselberger, Ghief
Toxic Substances Section

Enclosure
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7 ASH GROVE CEMENT YWEST, INC.

/M PO. BOX B30O7, ST. JOHNS STATION + PORTLAND, OREGON 97283-0007

4(3 PHONE: {503} 286-1677 « 1-B00-544-8382 ¢ FAX:(503)289-2272
Vi .

WILLIAM A, KISTLER , .
PLANT MANAGER November 8, 1990 : !

CERTIFIED MAIL - RETURN RECEIPT REQUESTED

Gil Haselberger, Chief

Toxic Substances Section

Region 10

Environmental Protection Agency
1200 Sixth Avenue

Seattle, Wa 98101

Attn Of: At-083
Dear Mr. Haselberger:

Concerning your letter of October 29, 1990 and the EPA
inspection of June 14, 1990 we would like to offer the following:

VIOLATIONS ONE THROUGH FOUR

On the day of the inspection both our Plant Superintendent
and our Maintenance Supervisor were away from the plant, I
was doing a fill in job for them and indicated to Mr. Culver
and Mr. Heister that I was not sure where some of the records
were kept, They indicated that if additional information was
required they would send a request. We had been doing a visual
inspection of all transformers since 1984, however, since we
did not have a company electrician or electrical man at the
plant ‘until 1987 these inspections were being done by our
Electrical Contractor. I have attached copies of these
inspections since 1985.

VIQLATION FIVE

Ash Grove Cement West, Inc. was not covered by fire
response personnel until June 30, 1990. :We were outside the
city boundaries and would have had to purchase a very expensive
Fire Protection Contract, which we did not do. We were annexed
into the City of Portland on June 30, 1990, ' We now have no
PCB Transformers to register as all PCBS were removed in
January of 1988.
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VIOLATTIONS SIX THROUGH NINE

There were no leaks, transformer changes or other changes
in our PCB situation from 1984 through 1987 so we felt the
existing list of PCB transformers met requirement #3 of this
regulation. I found that this information has been on file
since 1979, updated each year. (Copies a;tached)

Under additional comments we were not aware that we were
required to test each load of used oil. We have always
required our o0il vendors to supply a valid test of the oil we
received. However, I can see the validity of your comments
and can assure you that we will test all oil received in
the future. We only burn such oil in a specified kiln and in
an efficient manner. We are in the process of improving our
0il receiving and handling area to prevent any spills or
contamination,

I am sorry the inspectors did not obtain the information
they needed at the time of their visit and can only claim
ignorance on my part as to where the records were kept.

I hope this will clarify some of the questions, If I
can be of assistance please call me at 503-286~1677.

l{ﬂ/Si/g?erely,E :' N :

William A. Kistler
Plant Manager

WAK:tmg

cc: Barbara Ross, EPP'region 10, Pesticides and Tokic
Substances Branch, MAC-stop At-083,
Sixth Avenue, Seattle, Wa 98101

Steve Sheridan, Vice President-Production, Ash Grove
Cement West, Inc.
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United States Reger *0

Envirgnmental Prolection 1200 S am AL 278
Agency Sealis NA ST Creslc
> EPA
Reply To:

Attn Of: SO0-125

CERTIFTED MAIL - RETURN RECEIPT REQUESTED

CT Corporation System
Registered Agent for

Ash Grove Cement West, Inc.
800 Pacific Building
Portland, Oregon 97204

Re: Ash Grove Cement West, Inc.
Toxic Substances Control Act
Docket No. 1090-10-30-2615

Dear Registered Agent:

Enclosed is an administrative Complaint for the assessment of civil
penalties that has been filed against Ash Grove Cement West, Inc., by the
U.S. Environmental Protection Agency. A copy of the penalty policy and the
Consolidated Rules of Practice that apply to this Complaint are also
enclosed. Please read these documents carefully and respond within the time

limit specified in the Complaint.

The Complaint alleges that Ash Grove Cement West, Inc.. violated the
recordkeeping provisions of the PCB {polychlorinated bipherv1) Reguiations
issued under the Toxic Substances Control Act (TSCA). As explained in the
Complaint, unless you request and receive a written extension of tire, you
have twenty (20} days to do one of the following: -

1.  arrange a settlement conference;

2. file a written Answer and request a hearing with an administrative
law judge; or

3. pay the assessed penalty.

The specific procedures for each of the three options are explained in the
Complaint. Also, as explained in the Complaint, if you fail to takz one of
the actions outlined above, a default order could be entered against you.
After entry of an order of default, penalties can be assessed agairst you

without further notice.
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However, we are available to discuss with you the alleged violations and
proposed penalties. In particular, we are willing to explore with you whether
any of the expenditures you have incurred for proper disposal of regulated
equipment may provide a basis for mitigating the proposed penalties. Such
discussions may result in settlement which would make the filing of a written
Answer unnecessary. Margaret Silver, Associate Regional Counsel, is the
attorney handling this Complaint for EPA. If you want to arrange for a
settlement conference, request a time extension, or have other questions, you
may call her at (206) 553-1476.

Sincerely,

Kenneth ;?ﬁiififzzzjziief

Pesticides and Toxic Substances Branch

Enclosures
cc: Vﬁ%]liam Kistler, Plant Manager

Ash Grove Cement West, Inc.
Bi11 Danson, EPA Headquarters
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UNITED STATES ENVIRONMENTAL PROTECTION AGENCY

10

w

In the Matter of: DOCKET NO. 1090—10—30-2615

" ASH GROVE CEMENT WEST, INC.,

COMPLAINT

12 Respondent.

13

14

15 1.

16 JURISDICTION

17

18 1. This is an administrative action instituted pursuant to

19 alit

20 § 2615(a), for the assessment of a civil penalty. The Complainant is

i Region 10, United States Environmental Protection Agency (EPA). Complainant
29 has reason to believe that the above-named Respondent has violated federal

23 regulations addressing the use and/or disposal of polychlorinated biphenyls

24 (PCBs) (40 C.F.R. Part 761 promulgated under Section 6 of TSCA), and thereby

25 has violated Section 15 of TSCA, 15 U.S.C. § 2614.
26
27

28 COMPLAINT - Page 1 of 8
DOCKET NO. 1090-10-30-2615

Cocrm MO~ ann
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3.

10
11
12
13
14
15
16

17
18
19
20
21
22
23
24
25
26
27

28

Chrm MDM 107

IT.
FINDINGS AND VIOLATIONS

2. On June 14, 1990, an EPA inspecticn was performed a7 Ash Grove
Cement West, Inc., in Portland, Oregon. .The purpose of the inspec:ion was to
determine compliance with TSCA, 15 U.S5.C. & 2601 et seg., and specifically
the PCB Regulations promulgated at 40 C.f.R. Par: 761. Violztions were
documented as a result of théAinspection; these violations ard appiicable

regulations and requirements are set forth below.

3. REGULATION - RECORDS & MORITORING: 40 C.F.R. § 761.180(a)

states that, beginning July 2, 1978, each owner cr opératsr of a fzcility
using or storing'at one time at least 45 kilogra=s (99.4 pounds) of PCBs
contained in PCB Container(s), or one or maée PCS Transformers, or 30 or more
PCB Large High or Low Voltage Capacitors, shall cdevelop and maintéin records
on the disposition of the PCBs and PCB Items. Tre records shall form the
basis of an annual document prepared for each facility by July 1, covering
the previous calendar year. The following infor—ation for each fecility ...

shall be included in the annual document:

1)  The dates when PCBs and PCB Iiems are remove: from service, are
placed into storage for dispesal, and zre plicez into trznsport for
disposal. The quantities of the PCBs and P(Z Izems sha'® be

indicated using the followinc breakdown:

COMPLAINT - Page 2 of 8
DOCKET NO. 1090-10-30-2615
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f )
: i) Total weight in kilograms of any PCBs and PCB Items in PCB
2 Containers, inc]udihg the identification of container contents
3 a such as liquids and capacitors;
4 ii) Total number of PCB Transformers and total weight in kilograms
5 of any PCBs contained in the transformers; and
6 jii) Total number of PCB Large High or Low Voltage Capacitors.
7
8 2) For PCBs and PCB Items removed from service, the location of the
9 initial disposal or storage facility and the name of the owner or
10 operator of the facility.
11
12 3) Total quantities of PCBs and PCB Items remaining in service at the
13 end of the calendar year, using the following breakdown:
14
15 i) Total weight in kilograms of any PCBs and PCB Items in PCB
16 Containers, including the identification of container contents
17 such as liquids and capacitors;
18 ii) Total number of PCB Transformers and total weight in kilograms
19 of any PCBs contained in the transformers; and
20 iii) Total number of PCB Large High or Low Voltage Capacitors.
21
22 4., VIOLATIONS ONE THROUGH FOUR: There were no PCB annual
23 documents for the years 1988, 1987, 1986, and 1985. During these yeaks,
24 there was at least one PCB Transformer in use or stored for reuse at Ash
25 Grove Cement West, Inc., Portland, Oregon.
26
27
28 COMPLAINT - Page 3 of 8
DOCKET NO. 1090-10-30-2615
Farm 037083
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10

11
12
13
14
15
16
17
18
19
20
21
22
23
24
25
26
27

28

Form OBD-183

I71.
PROPOSED CIVIL PENALTY

5. Section 16 of TSCA, 15 U.S.C. § 2615, authorizes a civil
penalty of up to $25,000.00 per day for each violation of TSCA. Based upon
the violations cited in this Complaint, the nature, circumstances, extent,
and gravity of the violations alleged, Respondent’s ability to pay, effect on
the Respondent’s ability to continue to do business, Respondent’s history of
prior such violations, the degree of Respondent’s culpability, and other such
matters as justice requires, the Complainant proposes that Respondent be
assessed the following penalty calculated in accordance with the PCB Penalty
Po1ity. A copy of the Penalty Policy accompanies this Complaint.

6. The nature, circumstances, and gra@ity of Respondent’s failure
to maintain annual documents, as cited in Violations One through Four, are
represented by Level Four on the matrix. The extent of thése violations is
represented by "significant" on the matrix. The amount of the penalty has
been reduced by 50% since Respondent had all the information that is required
for annual documents. However, the amoh;i of the pena]ty'waé'édjusted upward
by 50% for Violations One through Four because of Respondent’s prior
violations of the PCB Regulations which resulted in a Consent Agreement and

Final Order.

7. The proposed penalty reflects a presumption of Respondent’s
ability to pay the penalty and to continue in business. Respondent may

submit appropriate documentation to rebut that presumption during settlement

COMPLAINT - Page 4 of 8
DOCKET NO. 1090-10-30-2615
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negotiations. Taking into account all the above factors, the penalty for

Respondent Ash Grove Cement West, Inc., as prescribed by the matrix, is i

2
3 $18,000, calculated as set forth below. Based on the history of prior such I
4 violations by Respondent, on the degree of culpability of Respondent, and on f
5 ; other matters as justice requires, no further adjustment. of the penalty is §
6 i indicated at this time. If appropriate, further penalty adjustments may be
{
I .
. + made during settlement negotiations. i
;
8 . |
9 F Requlation Requirement Penalty Amount
i
10 i 40 C.F.R. § 761.180(a) Recordkeeping $24,000 ($6,000 x 4)
f 50% reduction for
11 ﬁ having all information -$12,000
o Subtotal $12,000
i 50% upward adjustment +_$6,000
i !
13 ﬁ . TOTAL $18,000
14
Ii
15 ;? Iv.
16 ii NOTICE OF OPPORTUNITY TO REQUEST A HEARING '
17
18 t 8. The Consolidated Rules of-Practice, 40 C.F.R. Part 22, govern
19 % these proceedings. A copy of the Consolidated Rules of Practice accompanies
!
20 t this Complaint. Under those rules, Respondent has the right to request a
21 ¢
[ formal hearing to contest any material fact set forth in this complaint or |
22 ;
. to contest the appropriateness of the proposed penalty. i
23 i
i
24 ¢ ] . .
i' 9. To avoid being found in default, which constitutes an
25 .
i admission of all material facts alleged in the Complaint and a waiver of the
26
L right to a hearing, and which will effect the assessment of the above civil
27 |
i
28 | COMPLAINT - Page 5 of 8
I! DOCKET NO. 1090-10-30-2615
Forem OBD-183 L[
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10

1

12

13
14
15
16
7
19 ;
20 |
21
22
23 |
24

l
25 ;
:

penalty without further proceedings, Respondent must file with the Regional
Hearing Clerk a written Answer within twenty (20) days after service of this
Complaint. Respondent’s Answer must clearly and directly admit, deny, or
explain eacﬁ of the factual allegations contained in this Complaint with
regard to which Respondent has any knowledge. Where Respondent has no
knowledge of a particular fact and so states, the allegation is deemed
denied. Failure to deny any material factual allegation constitutes an
admission of the allegation. The Answer shall also state: (1) the
circumstances or arguments which are alleged to constitute the grounds of
defense; (2) the facts which Respondent intends to place at issue; and, (3)
whether a hearing is requested. A hearing is deemed requested should
Respondent contest any material fact upon which the Complaint is based or
raise any affirmative defense, or contend that the amount of the penalty
proposed in the Complaint is inappropriate, or claim that Respondent is

entitled to judgment as a matter of law. The Answer must be sent to:

Regional Hearing Clerk, Region 10
U.S. Environmental Protection Agency
1200 Sixth Avenue, SO-125

Seattle, Washington 98101

10. A copy of the Answer and all other documents which Respondent
shall file in this action must be furnished to Margaret Silver, Associate

Regional Counsel, the attorney assigned to represent EPA in this matter, at:

Office of Regional Counsel, Region 10
U.S. Environmental Protection Agency
1200 Sixth Avenue, S0-125
Seattle, Washington 98101

COMPLAINT - Page 6 of 8
DOCKET NO. 1090-10-30-2615

Appendix59-000025




i
] V.
2 INFORMAL SETTLEMENT CONFERENCE
3 !
4 11. Whether or not a hearing is requested, Respondent may contact
5 the above-named attorney to arrange for an informal sett}ement conference to
6 discuss the facts of this case, the amount of the proposed penalty, or the
; possibility of settlement. An informal settlement conference does not,
8 however, affect Respondent’s obligation to file a timely written Answer to
9 the Complaint.
10
11 12. EPA has the authority to modify the amount of the proposed
12 penalty, where appropriaté, to reflect any settlement reached with
13 Respondent in an informal conference. The terms of such an agreemgq@_wou]d
14 1 be embodied in a Consent Agreement and Cohsenf Order. A Consent Agféement
15 and Consent Order entered into by and between EPA and Respondent would be
16 binding as to all terms and conditions specified therein upon signature by
17 both parties and the EPA Regional Administrator.
18
19 13. Respondent is advised that, after the Complaint is issued,
b | the Comsolidated Rules of Practice prohibit any ex parte (unilateral)
21 discussion of the merits of any action with the EPA-Regional Administrator,
29 Chief Judicial Officer, Administrative Law Judge, or any person likely to
23 advise these officials in the decision of this case.
24 s
25
26
27
28 COMPLAINT - Page 7 of 8
DOCKET NO. 1090-10-30-2615
PAE
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VI.

|[ PAYMENY OF PENALTY

14. Instead of requesting an informal settlement conference or
filing an Answer requesting a hearing, Respondent may choose to pay the

proposed penalty. In order to do this, Respondent must first establish

contact with the EPA attorney named in Paragraph 10 qf this Complaint to

arrange for the preparation of a Consent Agreement and Consent Order.

10

l
1 ISSUED AT SEATTLE this &>  day of L¥cember . 1990.

12

14
KEMNETH D. FEIGNER~Chief
15 Pesticides and Toxic Substances Branch

16
17
18
19
20
21
22
23
24
25 A
26

27

28 COMPLAINT - Page 8 of 8
DOCKET NO. 1090-10-30-2615

Form OBD-183
128-16 DOJ

Appendix59-000027



10

11

12

13

14

15

16

17

18

19

20

21

22

23

24

25

26

27

28

Form OBD-183
12876 DOJ

I hereby certify that the original of the foregoing Complaint, Docket
Number 1090-10-30-2615, has been filed with the Region 10 Hearing Clerk, and

CERTIFICATE OF SERVICE

~ that a true and correct copy thereof (with accompanying copy of the

Consolidated Rules of Practice and the Polychlorinated Biphenyls {PCB) Penalty

Policy) was sent by Certified Mail, Return Receipt Requested, to:

THRET
UL\J . tadhod e

DATE

C.T. Corporation System
Registered Agent for

Ash Grove Cement West, Inc.

800 Pacific Building
Portland, Oregon 97204

™~ .
Mf [\:_'."--:_\-:"" M —

!

HAME

R.V. Corsilles
PTSB, Region 10

TITLE
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ASH GROYE CEMENT WEST,INC.

P.O. BOX 83007, ST. JOHNS STATION s PORTLAND, OREGON 97283-0007
PHONE: (503) 286-1677 « 1-800-544-8382 « FAX:(503)289-2272

WILLIAM A. KISTLER
PLANT MANAGER November 8, 1990

CERTIFIED MAIL - RETURN RECEIPT REQUESTED

Gil Haselberger, Chief

Toxic Substances Section

Region 10

Environmental Protection Agency
1200 Sixth Avenue

Seattle, Wa 98101

Attn Of: At-083
Dear Mr. Haselberger:

Concerning your letter of October 29, 1990 and the EPA
inspection of June 14, 1990 we would like to offer the following:

VIOLATIONS ONE THROUGH FOUR

On the day of the inspection both our Plant Superintendent
and our Maintenance Supervisor were away from the plant. I
was doing a fill in job for them and indicated to Mr. Culver
and Mr. Heister that I was not sure where some of the records
were kept, They indicated that if additional information was
required they would send a8 request. We had been doing a visual
inspection of all transformers since 1984, however, since we
did not have a company electrician or electrical man at the
plant until 1987 these inspections were being done by our
Electrical Contractor. I have attached copies of these
inspections since 1985,

VIOLATION FIVE

Ash Grove Cement West, Inc. was not covered by fire
response personnel until June 30, 1990. We were ocutside the
city boundaries and would have had to purchase a very expensive
Fire Protection Contract, which we did not do. We were annexed
into the City of Portland on June 30, 1990, We now have no
PCB Transformers to register as all PCBS were removed in
January of 1988.
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VIOLATIONS SIX THROUGH NINE

There were no leaks, transformer changes or other changes
in our PCB situation from 1984 through 1987 so we felt the
existing list of PCB transformers met requirement #3 of this
regulation. I found that this information has been on file
since 1979, updated each year. (Copies attached)

Under additional comments we were not aware that we were
required to test each load of used o0il, We have always
required our o0il vendors to supply a valid test of the oil we
received. However, I can see the validity of your comments
and can assure you that we will test all oil received in
the future. We only burn such o0il in a specified kiln and in
an efficient manner. We are in the process of improving our
0il receiving and handling area to prevent any spills or
contamination,

I am sorry the inspectors did not obtain the information
they needed at the time of their visit and can only claim
ignorance on my part as to where the records were kept.

I hope this will clarify some of the questions., If I
can be of assistance please call me at 503-286-1677.

ZLJS;%ferelygi :-

William A, Kistler
Plant Manager

WAK:tmg

cc: Barbara Ross, EPP region 10, Pesticides and. Toxic
Substances Branch, MAC-stop At-083,
Sixth Avenue, Seattle, Wa 98101

Steve Sheridan, Vice President-Production, Ash Grove
Cement West, Inc.
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MONTHLY CALL UP_SHEET FOR INSPECTION OF TRANSFORMERS, ETC.

MONTH

JANUARY .1, 1990

FEBRUARY 1
MARCH 1
APRIL 1
MAY 1

JUNE 1
JULY 1
AUGUST 1

SEPTEMBER 1
OCTOBER 1
NOVEMBER 1
DECEMBER 1
JANUARY 1, 1991

FEBRUARY 1
MARCH 1
APRIL 1
MAY 1

JUNE 1
JuLY 1
AUGUST 1

SEPTEMBER 1
OCTOBER 1

NOVEMBER 1
DECEMBER 1

INITIALED
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MONTH

JANUARY, 1988

FEBRUARY
MARCH
APRIL
MAY

JUNE
JULY
AUGUST
SEPTEMEER
OCTOBER
NOVEMBER
DECEMBER

JANUARY, 1989
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. *MONTHLY CALL UP SHEET FOR INSPECTION OF TRANSFORMERS, ETC.
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MONTHLY CALL UP SHEET FOR fNSPEC’I‘ION OF TRANSFORMERS, ETC.

MONTH DAY | INITIAL
JANUARY 1-29- %1 _@L
%EBRUARY — R
APRIL . y-29-82 Lrih
MAY * -)=- 82  BAN-
JUNE —
JULY 7-/-82 BLA
AUGUST %
SEPTEMBER- 9’/ q’/ A7
OCTOBER Qe
NOVEMBER 12/ 70187 Qa&_
77
DECEMBER /2 4/_2’ (27 . ‘%_

eliminated |

.1 Dry Type
oil Lilled

i
T
i
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" ASHGROVE LIME
EQUIPMENT LIST.

PAGE | DF 3

TRANSFORMERS g CAPACITORS (WITH PCBs WHERE APPLICABLE) /2- 30— 85
LOCATION EQUIPMENT GALS.  |KWOGRAM'
KILN 2 CAPACI\TOR BANKS,EACH CONSISTNG OF | 13.36
MCC ROOM 4-20 KVAR PYRANOL FILLED CAPACITORS (1.67 369.80

GALS EACH) G.E. ® 3TF54iG| (480V, 3@) '
KILN 7.5 KYAR CAPACITOR (480V, 30) 0.625
MCC ROOM GE. % S5F3]2AD. PYRANOL FILLED. : .30
MAIN 2000 KVA TRANSFORMER SER N2 385.
SUBSTATION £ 6BIGO . 12000~ 480/2T1 N, 3¢ 0656 .80

— G.E. PYRANOL FILLED )

KILN | KVA TRANSFORMER 120/240- 2f24V, | DRY
MCC ROOM IF. ZINSCO. |

AR COND. & HEATING - WITH FURNACE ROOM .,
KALN 3 KVA TRANSFORMER 480 - 120/240V, DRY
MCC ROOM '@, TYPE H. UPTEGRAFF
KILN 45 KYA TRANSFORMER 480 - 120/208V, DRY
MCC ROOM 3@, TYPE DLT. UPTEGRAFF
MCC 9 30 KVA TRANSFORMER 480-120/208 V, DRY

3. *#6TI086. MGM.
MccC 10 30 KVA TRANSFORMER. 480 - 120/208V, | DRY

3.

KILN 3 50 KVAR CAPACITOR . DIELEKTROL 2.1
M2 FILLED . GE. * 55L347KE NON PCB

T 20 KVAR CAPRCITOR. DIELEKTROL I 2 4

Al COMP, FILLED. GE. ® 551L345KE NON PCB

e i e [
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© ASHGROVE LIME
EQUIPMENT LIST |
TRANSFORMERS & CAPACITORS (NITH PCBS WHERE APPLICABLE)

PAGE 2 OF 3

LOCATION EQUIPMENT GALS. KILOGR AM
KILN 3 60 KYAR CAPACITOR . DIELEKTROL 2.7
1.D. FAN FILLED. G.E. ¥ 550516 KE NON PCR.
MCC *2 2- 15 KVAR CAPACITOR BANK. 2.2
ROOM G.E. ¥ 3TF540G|. PYRANOL FILLED £0.90
(.10 GAL. EACH. ‘
MCC ¥ 2 30 KYA TRANSFORMER, 480- 120/208V, | DRY
ROOM. 3@, TYPE DLT. UPTE GRAFF.
MCC # | 60 KVAR CAPACITOR BANK OF 3-20KVAR 5.01 7
ROOM CAPACITORS . PYRANOL FILLED 1.67 GAL. EACH 138.66
MCC + 45 KVA TRANSFORMER 480- 120/208V, DRY
ROOM 3¢, TYPE DLT. UPTEGRAFF
CRUSHER 50 KVAR CAPACITOR BANK OF 2-25KUAR | 3.96
MCC ¢ 3 CAPACITORS. PYRANOL FILLED .98 GAL. EACH 0
: G.E. ¢ 3TF540G1. ‘ 3.6l
CRUSHER 451vA TRANSFORMER , 480 - 120/208V, | DRY
3¢, TYPE DLT . UPTEGRAFF.
SHOP 30KYA TRANSFORMER, 480-120/208V, | DRY
3¢, TYPE DLT, UPTEGRAFF,
SHOP |5 KVAR CAPACITOR. 480V, 2¢ 1. 10
MCC 8 PYRANOL F{LLED.
i § G.E. # S5 F314AD 20-4%
l.-_._.. - . - — s — mmem
iMZC * 6 OO KYAR CAPACITOR BANK OF 4-25KVAR| T.92
t CAPACITORS, PYRANOL FILLED , 1.98 GAL.EA. 215.2:
G.E-* 37FS41G)|. 480V, 34, -¢3
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" ASHGROVE LIME PAGE 3 OF 3
EQUIPMENT LIST
TRANSFORMERS § CAPACITORS (WITH PCB'™ WHERE APPLICABLE)

LOCATION EQUIPMENT GALS IKILOGRAMS
LIME LOADING | 2- 30KVA TRANSFORMERS, 480-120/208Y, | DRY

MCC # & 3¢6. TYPE DLT. UPTE GRAFF.

OFFICE 30 KVA TRANSFORMER , 480-120/208Y, DRY.

3¢ . TYPE DLT. UPTEGRAFF

S O —
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. . - ' ' .__________1__‘__.
" 7EUCROVE LDME - : s

EQUIPMENT LIST 12-30- 1986
TRANSFORMERS & CAPACITORS (WITH PCB'S WHERE APPLICABLE)
“ﬁiﬁ?ﬂ%xou ' “EQUIPMENT GALS, KILOGRAME
4 [KILN 2 CAPACITOR BANKS, EACH CONSISTING OF 4-20 KVAR PYRANOL )} 13:36 369.8
MCC ROOM FILLED CAPACITORS (1.67 CALS EACH) G.E. 37F541Cl (480\1.39)

. |xILN 7.5 KVAR CAPACITOR (480V,30) C.E. #55FI12AD. PYRANOL FILLEN. 0.625 17.3
MCC ROOM = -
HAIN 2000 KVA TRANSFORMER SER No. 363960 12000-480/277 v, 3¢ | 385, 10656.8
SUBSTATION G.E, PYRANOL FILLED . .
KILN 1 KVA TRANSFORMER 120/240-12/24 Vv, 10. ZINSCO, DRY
MCC ROOM AIR COND. & HEATING - WITH FURNACE ROOM,

KILN - 3 KVA TRANSFORMER 480-120 - 12/240 V, - DRY
MCC ROOM 1§, TYPE H. UPTEGRAFF

KIIN 45 KVA TRANSFORMER 480 - 120/208v 3@, TYPE DLT. DRY
MCC ROOM UPTECRAFF

MCC 9 30 KVA TRANSFORMER 480-120/208 V, 38, #6T1086. MCM. DRY
MCC 10 30 KVA TRANSFORMER. 480-120/208V, 3{. DRY
KILN 3 50 KVAR CAPACITOR. DIELEKTROL FILLED. G.E. #55L347KE 2,1

{rﬂ..? (43 Combugtion Fan) NON PCB
KILN 3 20 KVAR CAPACITOR., DIELEXTROL . 1.2 4

AIR COMP. FILLED. C.E. #55L345KE NON PCB

KILN 3 60 KYAR CAPACITOR. DIELEKTROL FILLED. C.E. {55L516KE 2.7

I.D, FAN (Exljaust Fan) ' NON PCB

MCC #2 2-15 KVAR CAPACITOR BANK. G.E. #37F540C1l. PYRANOL 2,2 -

2 [RoOM FILLED 1.10 CAL. EACH, | - ' 60.90

MCC #2 30 KVA TRANSFORMER. 480-120/208 v, DRY

ROOM 3¢, TYPE DLT, UPTEGRAFF.

) MCC #1 60 KVAR CAPACITOR BANK OF 3-20KVAR CAPACITORS. 5.01 138.68
|RoOM . PYRANOL FILLED 1.67 GAL. EACH

MCC #1 - 45.KVA TRANSFORMER 480-120/208V, DRY

ROOM 3¢, TYPE DLT. UPTECRAFF

|CRUSHER 50 KVAR CAPACITOR BANK OF 2-25 KVAR CAPACITORS. 3.96

Jimee #3 PYRANOL FILLED 1.98 CAL. BACH C.E. #37F540Gl. 109.61

CRUSHER 45KVA TRANSFORMER, 480-120/208V, 3§, TYPE DLT, UPTECRAFF., | DRY

STORES 30KVA TRANSFORMER, 480-120/208V, 3§, TYPE DLT. UPTEGRAFF. | DRY

/ |STORES 15 XVAR CAPACITOR., 480V, 3¢ BPYRANOL FILLED, G.E. #55F314AD | 1.10 30.45
MCC 8 " : ) - \
- [mee #6. 100 KVAR CAPACITOR BANK OF 4-25KVAR CAPACITORS, 7.92
PYRANOL FILLED, 1,98 CAL,EA, C.E. #37F541C1. 480V, 3@. 219.23
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_ ASHCROVE LIME

EQ”‘”MENT LIST

*SFORMERS & CAPACITORS (WITH PCB'S WHERE APPLICABLE)

LOCATION EQUIPMENT ‘ CALS. KILOCRAMS.

LIME LOADING

ON TOP MILL OFFICE| 2-30 KVA TRANSFORMERS, 480-120/208V, 3d. DRY
-TYPE DLT. UPTEGRAFF, . ' )

OFFICE, PLANT - | 30 KVA TRANSFORMER, 480-120/208V, 3. DRY
TYPE DLT. UPTEGRAFF.

KILN TRANSFORMER 25 KVA 240/480 voiTs TYPE 5 DRY

MCC #9 - o

AC MILL 'TRANSFORMER, 3750/4200 KVA-SER. # SET 4045-0101 | 403

SUB STATION 12500-2400 VOLTS CLASS 0A OIL.INSULATED. NON PCB

AC MILL ' TRANSFORMER, 1000/1120 KVA SER, # PAT | 156

SUB STATION 2400-480/277 VOLTS ~1945-0101 CLASS OA OIL
INSULATED ' O " NON PCB

AG MILL TRANSFORMER 50 KVA, SER.#, TYPE QL-WITH WP KIT | DRY

MCC ROOM MAME~QHT, QUIET TRANSFORMER 120/240 VOLT NON PCB

AC MILL TRANSFORMER 3 KVA TYPE EPT T6E3017, DRY

MCC ROOM 480/240 VOLT . NON PCB

* 3 EACH . |

AG MILL TRANSFORMER 10 KVA SER # EY

MCC ROOM 240/480 VOLT BREAKER TYPE NON PCB

COAL MCC ~ TRANSFORMER 10 KVA CAT, NO,# 'Tl0slF DRY
240/480-120/240 VOLTS NON PCB

MAINTENANCE SHOP TRANSFORMER 15 KVA TYPE S DRY

NON PCB

480 120/240 VOLTS
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" REHCROVE LIME -

———— e

7ol

v

" -EQUIPMENT LIST 12-30-87
TRANSFORMERS & CAPACITORS (WITH PCB'S WHERE APPLICABLE) -
-\ LocRIToN , “EQUIPMENT GALS. KILOGRAMS
v |KTLN 2 CAPACITOR BANKS, EACH CONSISTING OF 4-20 KVAR PYRANOL ) 13:36 369.8
McC ROOM FILLED CAPACITORS (.67 GALS EACH) C.E. 37F541G1 (480V,3@)
. IkTLN 7.5 KVAR CAPACITOR (480V,3@) C.E. #55F312AD, PYRANOL FILLEN. 0.625 17.3
MCC ROOM o
MAIN 2000 KVA TRANSFORMER SER No. E68960. 12000-480/277 V, 34 | 385. 10656.8
SUBSTATION G.E. PYRANOL FILLED .
KILN 1 KVA TRANSFORMER 120/240-12/24 V, 1@, ZINSCO. DRY
MCC ROOM AIR COND., & HEATINC - WITH FURNACE ROOM,
KILN 3 KVA TRANSFORMER 480-120 - 12/240 V, - DRY
MCC ROOM 1, TYPE H. UPTEGRAFF
KILN 45 KVA TRANSFORMER 480 - 120/208V, 3@, TYPE DLT. DRY
MCC ROOM UPTECRAFF .
McC 9 30 KVA TRANSFORMER 480-120/208 Vv, 3@. #6T1086. MCM, DRY
MCC 10 30 KVA TRANSFORMER. 480-120/208V, 3. DRY
KILN 3 50 KVAR CAPACITOR. DIELEKTROL FILLED. C.E. #SSL347KE 2.1
#{ﬂ2 (#3 Combugtion Fan) NON PCB
KILN 3 20 KVAR CAPACITOR. DIELEKTROL 1.2 &
ATR COMP. FILLED. G.E. #55L345KE NON PCB
KILN 3 60 KYAR CAPACTTOR. DIELEKTROL FILLED. G.E. #55L516KE 2.7
I.D. FAN (Exlraust Fan) NON PCB
MCC 42 2-15 KVAR CAPACITOR BANK, C.E. #37F540Gl. PYRANOL 2,2
2 R 0oy FILLED 1.10 CAL. EACH. - 60.90
MCC #2 30 KVA TRANSFORMER. 480-120/208 v, DRY
ROOM 3, TYPE DLT. UPTEGRAFF,
) prec # 60 KVAR CAPACITOR BANK OF 3-20KVAR CAPACITORS. 5.01 138,68
|rooM - PYRANOL FILLED 1.67 GAL. EACH
MCC #1 - 45. KVA TRANSFORMER 480-120/208V, DRY
ROOM 38, TYPE DLT. UPTEGRAFF
|cRUSHER 50 KVAR CAPACITOR BANK OF 2-25 KVAR CAPACITORS. 3.96
fmee #3 PYRANOL FILLED 1.98 GAL., RACH G.E, #37F540G1. 109.61
CRUSHER 4SKVA TRANSFORMER, 480-120/208V, 3@, TYPE DLT. UPTEGRAFF, | DRY
STORES 30KVA TRANSFORMER, 480-120/208V, 3@, TYPE DLT. UPTEGRAFF. | DRY
/ |STORES 15 KVAR CAPACITOR. 480V, 3¢ PYRANOL FILLED. G,E. #55F314AD | 1,10 30.45
MCC § B ' : ‘ '
o Mce 16 100 KVAR CAPACITOR BANK OF 4-25KVAR CAPACITORS, 7.92
PYRANOL FILLED, 1,98 CAL.EA. G.E. #37F541C1. 480V, 3@. 219,23
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ASHCROVE LIME
EQHIDMENT LIST

'SFORMERS & CAPACITORS (WITH PCR'S WHERE APPI.ICABLE)

LOCATION EQUIPMENT - GALS. KILOGRAMS ,
LIME LOADING
ON TOP MILL OFFICE| 2«30 KVA TRANSFORMERS, 480-120/208v, 3@. DRY
. TYPE DLT. UPTEGRAFF, . ' -
OFFICE, PLANT - 30 KVA TRANSFORMER, 430-120/208v, 3d. DRY
TYPE DLT. UPTEGRAFF.
KILN TRANSFORMER 25 KVA 240/480 VOLTS TYPE 5 DRY
Ficc#Q : ' .
AG MILL 'TRANSFORMER, 3750/4200 KVA-SER. # SET 4045-0101 | 403
SUB STATION 12500-2400 VOLTS CLASS OA OIL.INSULATED. NON pCB
AC MILL ' TRANSFORMER, 1000/1120 KVA SER, # PAT 156
SUB STATION 2400-480/277 VOLTS  1945- 0101 CLASS ‘0A OIL
INSULATED . S  NON PCB
AG MILL TRANSFORMER 50 KVA, SER.#, TYPE QL-WITH WP KIT DRY
MCC ROOM NAME-QHT, QUIET TRANSFORMER 120/240 VOLT NON PCB
AG MILL TRANSFORMER 3 KVA TYPE EPT T6E3017, DRY
MCC ROOM 480/240 VOLT ) NON PCB
% 3 FEACH . ‘
AG MILL TRANSFORMER 10 KVA SER # EY
MCC ROOM 240/480 VOLT BREAKER TYPE NON PCB
COAL MCC TRANSFORMER 10 KVA CAT. NO.{# “Tl0slF DRY
240/480-120/240 VOLTS NON PCB
MAINTENANCE SHOP | TRANSFORMER 15 KVA TYPE § DRY
480 120/240 VOLTS NON PCB
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D e
 ASHGROVE LIME

I EQUPMENT LIST 2-1-88
TRANSFORMERS & CAPACITORS
LOCATION EQUIPMENT GALS. KILOGRAD
_ KILN 2 CAPACITOR BANKS, EACH CONSISTING OF . DRY 369.80
MCC ROOM 4=20 KVAR
KILN 7.5 KVAR CAPACITOR (480v,30) DRY 17.30
__MCC_ROOM o L
MAIN 2000 KVA TRANSFORMER (WESTINCHOUSE) NON-PCB
_SUBSTATION ____OIL FILLED _
KILN 1 KVA TRANSFORMER 120/120-12/24 v, 10.
MCC ROOM _ ZINSCO. AIR, COND, & HEATING W/FURNACE RM. DRY
KILN 3 KVA TRANSFORMER 480-120-12/24 V, DRY
__MCC_ROOM 10 TYPE H. UPTEGRAFF
KILN 45 KVA TRANSFORMER 480-120/208v, 30, DRY
MCC_ROOM TYPE DLT. UPTEGRAFF _ e
MCC 9 30 KVA TRANSFORMER 480 ~120/208v, 30, DRY
o #6T1086. MGM. e
MCC 10 30 KVA TRANSFORMER 480-120/208v, 30, DRY
KILN 3 50 KVAR CAPACITOR. DIELEKTROL FILLED. 2.1
_M12 (#3 CUMBUSTION FAN) C.E., #55L347KE _NON PCBH
KILN 3 20 KVAR CAPACITOR, DIELEKTROL FILLED 1.2 4 L
_AIR COMP, G.E. #55L345KE h_ NON PCB .
KILN 3 60 KYAR CAPACITOR., DIELEKTROL FILLED. 2,7
I1.D. FAN (EXHAUST FAN) G.E. $55L516KE NON PCB _
MCC #2 ROOM 2-15 KVAR CAPACITOR BANK. DRY 60.90
ROCK_HANDLING
MCC #2 30 KVA TRANSFORMER. 480~120/208 Vv, DRY
ROOM .30, TYPE DLT, UPTEGRAFF
MCC #1 ROOM 60 KVAR CAPACITOR BANK OF 3-20KVAR DRY 138.68
_ROCK_UNLOADING__ CAPACITORS
MCC #1 "45 KVA TRANSFORMER 480-120/208V, DRY
_ROOM —___30, TYPE DLT. UPTEGRAFF
“CRUSHER 50 KVAR CAPACITOR BANK OF 2-25 KVAR 109.61
MCC_#3_TOP CAPACLTORS DRY L
CRUSHER 45KVA TRANSFORMER, 480-120/208v, 30, TYPE DRY
- - - _DLT., UPTEGRAFF
STORES JOKVA TRANSFORMER, 480-120/208v, 30, TYPE DRY
L DLT., UPTEGRAFF
ST°R§S 15 KVAR CAPACITOR. 480V, DRY 30.45
MCC
MCC #6 100 KVAR CAPACITOR BANK OF 4-25KVAR DRY 219,23
HYD. BLDG. __CAPACITORS
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, ASHGROVE LIME

EQUIPMENT LIST

TRANSFORMERS & CAPACITORS (WITH PCB'S WHERE APPLICABLE)

~OCATION EQUIPMENT CALS, KILOGRAMS
LDME LOAJING , |
ON_TOP MILL“OFFICE | 2-30 KVA TRANSFORMERS, 480—120/208v, aﬂ, “msaimns. | . DRY
. _TYPE DLT, UPTEGRAFF, .
|OFFICE, PLANT | 30 KVA TRANSFORMER, 480-120/208V, 3¢ | omy/
| “'TYPE DLT, UPTEGRAFE. =~
KON, _TRANSFORMER 25 KVA 240/480 VOLTS TYPE 5 DRY
pee 9 ‘ o
AG MILL 'TRANSFORMER, 3750/4200 KVA-SER. # SET 4045-0101 | 403
UB STATION 12500-2400 VOLTS CLASS 'OA OIL.INSULATED NON pCB
AG MILL "TRANSFORMER, 1000/1120 KVA SER. # PAT 156
SUB STATION - 2400~ 480/277 VOLTS 1945-0101 CLASS 0A OIL
INSULATED S . " NON PCB
Jag ML - . TRANSFORMER 50 KVA, SER,#, TYPE QL-WITH WP KIT | DRY:
MCE' ROOM™™ NAME-QHT, QUIET TRANSFORMER 120/340°VoLT" NON PCB /
{AGMILL | TRANSFORMER 3 KVA. TYPE. EP3. T6E30;].“h,m |, . DRY/
MEC ROOM” 480/240 VOLT .- _NON PCH’
*"3"EACHT™ w
AC MILL TRANSFORMER 10 KVA SER # EY
MCC ROOM 240/480 VOLT BREAKER TYPE NON PCB
COAL MCC . | TRANSFORMER 10 KVA CAT. NO.# 'T1081F | DRY
T 240/480-1201240°VOLTS : | NON PCB
MAINTENANCE SHOP | TRANSFORMER 15 KVA TYPE S DR
: 480 120/240 VOLTS L ' NON PCB’
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ASLGROVE LIME
EQUIPMENT LIST

TRANSFORMERS & CAPACITORS

2-1-89

LOCATION EQUIPMENT GALS. KILOGRAMS
KILN 2 CAPACITOR BANKS, EACH CONSISTING OF DRY 369.80
MCC ROOM 4-20 KVAR

KILN 7.5 KVAR CAPACITOR (480V,30) DRY 17,30
_Mcc rooM__ _

MAIN 2000 KVA TRANSFORMER (WESTINGHQUSE) NON-PCB

_SUBSTATION OIL FILLED __
KILN 1 KVA TRANSFORMER 120/120-12/24 v, 10.

MCC ROOM ZINSCO. AIR, COND. & HEATING W/FURNACE RM. DRY

KILN 3 KVA TRANSFORMER 480-120-12/24 Vv, DRY

MCC _ROOM 10 TYPE H. UPTEGRAFF L

KILN 45 KVA TRANSFORMER 480-120/208v, 30, DRY

_MCC ROOM TYPE DLT. UPTEGRAFF

MCC 9 30 KVA TRANSFORMER 480 -120/208v, 30, DRY

_ #6r1086. MGM.

MCC 10 30 KVA TRANSFORMER 480-120/208v, 30. DRY

KILN 3 50 KVAR CAPACITOR. DIELEKTROL FILLED. 2.1

M12 (#3 CUMBUSTION FAN) G.E., #55L347KE NON_PCB

KILN 3 20 KVAR CAPACITOR. DIELEKTROL FILLED, 1.2 4 -

_AIR_COMP, G.E. #55L345KE o NON _PCB

KILN 3 60 KYAR CAPACITOR. DIELEKTROL FILLED. 2.7

I.D. FAN (EXHAUST FAN) G.E. $55L516KE NON_PCB

MCC #2 ROOM 2~15 KVAR CAPACITOR BANK. DRY 60.90
_ROCK_HANDLING L ~

MCC #2 30 KVA TRANSFORMER. 480-120/208 v, DRY

ROOM 30, TYPE DLT. UPTEGRAFF e
MCC #1 ROOM 60 KVAR CAPACITOR BANK OF 3-20KVAR DRY 138.68
_ROCK_UNLOADING CAPACITORS

MCC #1 45 KVA TRANSFORMER 480-120/208V, DRY

ROOM _ 30, TYPE DLT. UPTEGRAFF L

CRUSHER 50 KVAR CAPACITOR BANK OF 2-25 KVAR 109.61
MCC #3 TOP _CAPACITORS o DRY _
CRUSHER 45KVA TRANSFORMER, 480-120/208v, 30, TYPE DRY

- DLT., UPTEGRAFF _ ——
STORES JOKVA TRANSFORMER, 480-120/208v, 30, TYPE DRY
' DLT., UPTEGRAFF ‘ L e

STORES 15 KVAR CAPACITOR, 480V, DRY - 30.45
MCC 8 _
MCC #6 100 KVAR CAPACITOR BANK OF 4-25KVAR DRY 219.23
HYD. BLDG. CAPACITORS
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, ASHGROVE LIME

. EQUIPMENT LIST

TRANSFORMERS & CAPACITORS (WITH PCB'S WHERE APPLICABLE)

LOCATION EQUIPHENT GALS. KTLOGRAMS,
LIME, LOARING' r
ON_TOP: MILL® 'OFFICE | . 2-30_KVA_TRANSFORMERS, 480-120/208\7,“39, “omersomne. | . DRY

'.TYPE DLT. . UPTEGRAFF; ,
{OFFICE, PLANT | 30 KVA TRANSFORMER, 480-120/208V, 3¢ i oo | . DRY
' “TYPE DLT, UPTECRAFE.
KILN . - . TRANSFORMER 25 KVA 240/480 VOLTS, TYPE 5 . | DRY/

Mce #9 i - B
AG MILL 'TRANSFORMER, 3750/4200 KVA-SER. # SET 4045-0101 | 403
SUB STATION 12500-2400 VOLTS: CLASS OA OIL INSULATED .- NON pcB
AG MILL 'TRANSFORMER, 1000/1120 KVA SER, # PAT = 156
SUB STATION 2400-480/277 VOLTS ~1945-0101 CLASS 0A OIL |

INSULATED - NON PCB

“lag MILL .. TRANSFORMER 50 KVA,. SER,#, TYPE QL-WITH WP KIT | ory/
MCC ROOM s 'NAME-QHT, "QUIET TRANSFORMER.120/240 VOLT™ NON PCB /

AAGMILL . . .| TRANSFORMER KVA**EYPE EPIM~16E30;2,~M,mwvﬂ MMQ%WDRXE ,
MCC ROOM " 480/240 VOLT . o .| .NON PCB
*"3“EACHT
AC MILL TRANSFORMER 10 KVA SER # EY
MCC ROOM 240/480 VOLT BREAKER TYPE NON PCB
COAL MCC. | . TRANSFORMER 10 KVA . chrwuo_# TlOle .| DRy

T 240/480~120/240 VOLTS e | NON PeB

MATNTENANCR SHOP... |. TRANSFORMER 15 KVA TYPE § . oo | DRY;

: ,480 120/240. VOLTS T T NON PCBY
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WAS NGTON

) PORTLANI METROPOLITAN: AREA LOCAL, GOVERNMENT BOUNDARY COMMISSION.

320 SW. STARK STREET (SUITE 530) PORTLAND, OREGON 97204 | PHONE: 2295307

S
o

NOTICE OF HEARING

NOTICE IS HEREBY GIVEN THAT AT 7:00 PM ON THURSDAY MARCH 1

1990, IN ROOM 602, MULTNOMAH COUNTY COURTHOUSE 1021 SW 4TH AVE?:
PORTLAND, OREGON, THERE SHALL BE A PUBLIC HEARING BY AND BEFORE '
THE  PORTLAND METROPOLITAN - AREA LOCAL  GOVERNMENT BOUNDARY R
COMMISSION ON PROPOSALS, INCLUDING THE ONE  LISTED BELOW.

INTERESTED PERSONS MAY ~APPEAR AND
OPPORTUNITY TO BE HEARD. AND™ WILL BE GIVEN REASONABLE

'PROPOSAL  NO. 20632 -~ ANNEXATION TO THE CITY OF PORTL

AND of
territory located generally in the N portion of the City, E of
the Willamette River & W of N Rivergate Blvd,; more particularly
IL 19, Sec. 26, T2N, R1W, W.M., Mult. Co. Or, '

GENERAL INFORMATION, DETAILED MAPS AND AN AGENDA, LISTING ORDER

OF ITEMS INCLUDING THE
CALLING 229-5307. ONE LISTED ABOVE MAY BE OBTAINED BY

February 9, 1990 Wayne Atteberry, Chairman

-

4 ~ o
4/!//,;:-:/“/&'/ Swa il FE

Co et
[

STAFF: COMMISSIONERS: . .
KENNETH S. MARTIN, Execuliva Otficer WAYNE ATTEBERRY, Chairman MARILYNN HELZERMAN
DENIECE WON, Exacutve Assislant RAYMOND BARTEL, Vice Chasman SY KORNBAODT
MARCIA GWYNNE, Execulive Assislant BOB BOUNEFF MURALIN LITSON
LANA RAULIEN, Adminisirativa Assislant SUE CLARK DANA PECK
ELEANOR DAVIS RICHARD WEILL
JOHN HALL TOM WHITTAKER
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7 ASH GROVE CEMENT YWWEST,INC.

PO. BOX 83007, ST. JOHNS STATION « PORTLAND, OREGON 97283-0007
PHONE: (503) 286-1677 » 1-800-544.8382 « FAX:(D03)288-2272

WILLIAM A, KISTLER
PLANT MANAGER

! November 2, 1990

Mr. Reed Gibson

Electrical Construction Co.
2121 N.W. Thurman Street
P.0O. Box 10286

Portland, OR 97210

Dear Reed:

In 1984 Ash Grove Cement Co. requested your organization to
evaluate, mark, and monitor all the PCB containing electrical
equipment 1in the Rivergate Plant. In June of 1990 we were
inspected by representatives of the EPA and evidently we did not
have records enocugh on hand to indicate compliance with their
regulations. Please look at your records regarding our equipment
and forward any information you may have for the period of 1985
through 1986. We have records of inspections since 1987 when we
started a monthly check. Any information you may have would be of
help.

Sincerely,

William A. Kistler

WAK :mm
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- Portiand, Oregon 97210-0286
Telephone (503) 224-3511

COMPANY Fax No. (503) 242-0953

' "C' B o 0 Stroet ELECTRICAL CONSTRUCTION COMPANY

November 7, 1990

Mr. William A. Kistler

Ashgrove Cement West, Inc.

P.0O. Box 83007 St. Johns Station

Portland, OR 97283-0007

RE: P.C.B. Transformer & Capacitor Inspections
Dear Mr. Kistler:

As per your request we have enclosed worksheets from inspections
made on the Transformers and Capacitors containing PCB‘s for 1985
and 1986,

If we can be of further assistance please feel free to contact me
at any time.

Sincerely,

ELECTRICAL CONSTRUCTION COMPANY
Haged Do

Reed Gibson

Manager,

Technical & Services Division
RG:caj

Enclosure

cajaahgr.rg
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—FSBGROVE LIME -

EQUIPMENT LIST

TRANSFORMERS & CAPACITORS (WITH PCRB'S WHERE APPLICABLE)

¢

TOcRTION ‘ _EOULPMENT T GALS. KILOGRAMS
KILN 2 CAPACITOR BANKS, EACH CONSISTING OF 4~20 XVAR PYRANOL ) 13136 369. 80
M CC ROOM FILLED CAPACITORS (1.67 GALS EACH) G.E. 37F541C1 (480v,38) | .
XILN 7.5 KVAR CAPACITOR (480V,3) G.E. 55F312AD. PYRANOL FILLEN. 0.625 17.30
MCC ROOM .
. |[mazN - 2000 KVA TRANSFORMER SER No, E68960, 12000-480/277 V, 3¢ | 38s. 10656. 84
SUBSTATION G.E. PYRANOL FILLED .
KILN 1 KVA TRANSFORMER 120/240-12/24 V, 1¢. ZINSCO. DRY
MCC ROOM ATR COND, & HFATING — WITH FURMACE ROOM,
KILN 3 KVA TRANSFORMER 480-120 - 12/240 V, DRY
MCC ROOM 1¢, TYPE H. UPTEGRAFF
KIIN 45 KVA TRANSFORMER 480 - 120/208V, 3@, TYPE DLT. DRY
MCC ROOM UPTEGRAFF = _ - .
MCC 9 30 KVA TRANSFORMER 480-120/208 V, 3@. #6T1086, MGM. DRY
MCC 10 30 KVA TRANSFORMER. 480-120/208V, 3. DRY
KILN 3 50 KVAR CAPACTTOR. DIELEKTROL FILLED. G.E. {#55L347KE 2.1
#12 (#3 Combustion Fan) NON PCB
KILN 3 20 XVAR CAPACITOR. DIELEKTROL . 1.2 4
ATR COMP, 'FILLED.. G.E. #55L345KE NON PCB
KILN 3 60 KYAR CAPACTTOR. DIEL_KTRDL FILLED, G.E. #55LS16KE 2.7
51 D. FAN (Exhaust Fan) : NON PCB
iMcc 42 2-15 KVAR CAPACITOR BANK. G.E. $37F540G1. PYRANOL 2,2
iR OOM FILLED 1.10 GAL. EACH, - 60.90
MCC #2 30 KVA TRANSFORMER. 430—120/203 v, DRY
'ROCM - 36, TYPE DLT. UPTEGRAFF.
MCC {1 60 KVAR CAPACITOR BANK OF 3-20KVAR CAPACITORS. 5.01 138.68
IROOM - PYRANOL FILLED 1.67 GAL. EACH :
MCC 1 - 45. XVA TRANSFORMER 480-120/208V, DRY
ROOM 3¢, TYPE DLT, UPTEGRAFF
CRUSHER 50 KVAR CAPACITOR BANK OF 2-25 KVAR CAPACITORS. 3.96
MCC #3 PYRANOL FILLED 1.98 GAL. EACH G.E. #37F540G1. 109,61
CRUSHER 4SKVA TRANSFORMER, 480-120/208V, 3¢, TYPE DLT. UPTEGRAFF, | DRY
STORES 30KVA TRANSFORMER, 480-120/208V, 3@, TYPE DLT. UPTECRAFF. | DRY
iggngs 15 KVAR CAPACITOR. 480V, 3¢ BYRANOL FILLED. G.E. #55F314AD | 1.10 30.45
McC {6 100 XVAR CAPACTITOR BANK OF 4~25KVAR CAPACTTORS, 7.92
PYRANOL FILLED, 1.98 CAL.EA. G.E. {'37F541G1. 480V, 38. 219.23

)1 /)86 o besks frunsl Recol Gibinm.
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ISHAGROVE LIME -

EQUIPHMENT LIST

RE APPLICAELE)

]

TRANSFORHERS & CAPACITORS (WITH PCB'S WHERE :
| TOCRITON “EQUIFMENT T GALS. | KILDCRAMS,
KILN 2 CAPACITOR BANKS, TACH CONSISTING OF 4-20 KVAR PYRANOL J 13136 . 369.8(0
W CC ROOM FILLED CAPACITORS (1.67 GALS FACH) G.E. 37F541G61 (4BOV,38) l . ‘
KILN 7.5 XVAR CAPACITOR (480V,3P) G.E. #55F312AD. PYRANOL FILLEN. 0.625 17.30
cC ROOM L
MATN * 2000 KVA TRANSFORMER SER No. E6B8960. 12000-480/277 V, 3§ | 385. 10656. 80
S UBSTATION G.E. PYRANOL FILLED .
KILN 1 KVA TRANSFORMER 120/240-12/24 V, 1¢, ZINSCO. DRY
cC ROOM ATR COND. & HEATING - WITH FURNACE ROOM,-
KILN 3 KVA TRANSFORMER 480-120 - 12/240 Y, DRY
MCC ROOM 1§, TYPE H. UPTEGRAFF
KIIN 45 KVA TRANSFORMER 480 — 120/208V, 3¢, TYPE DLT. DEY
MCC ROOH - UPTEGRAFF . .
MCC 9 30 KVA TRANSFORMER 480-120/208 V, 3@, #6T1086. MGM. DRY
MCC 10 30 KVA TRANSFORMER, 480-120/208V, 39. DRY
foLn 3 50 XVAR CAPACITOR. DIELERTROL FILLED. G.E. #55L347KE 2.1 -
M2 (§3 Combustion Fan) NON PCB
KILN 3 20 XVAR CAPACITOR. DIELEKTROL . 1.2 4
IATIR COMP. ' FILLED.. G.E. #55L345KE NON PCB
IRILN 3 60 KYAR CAPACITOR DIEL.KTROL FILLED. G.E. #55L516KE 2.7
,I D. FAN (ExBaust Fan) NON PCB
IMCC £2 2-15 KVAR CAPACITOR BANK. G.E. §37FS40CL. PYRANOL 2,2
iR OOM FILLED 1.10 GAL. EACH. : 60.90
:HCC #2 30 KVA TRANSFORMER. 480- 120/208 v, DRY
;Roox - 3@, TYPE DLT. UPTEGRAFF.
Mec {2 60 XVAR CAPACITOR BANK OF 3-20KVAR CAPACTITORS. 5.01 138,68
IROOM - PYRANOL FILLED 1.67 GAL. EACH :
MCC {1 - 45. KVA TRANSFORMER 480-120/208V, DRY
ROOH 3¢, TYPE DLT. UPTEGRATF .
CRUSHER S0 KVAR CAPACITOR BANK OF 2-25 KVAR CAPACITORS. 3.96
Mce 43 PYRANOL FILLED 1.98 GAL. EACH G.E. {#37F540CL. 109.61
CRUSHER 45KVA TRANSFORMER, Lao-lzofzoav, 3¢, TYPE DLT. UPTEGRAFF. | DRY
STORES 30KVA TRANSFORMER, 480-120/208V, 3¢, TYPE DLT. UPTEGRAFF. | DRY
ST0RES 15 KVAR CAPACITOR. 480V, 3§ BYRANOL FILLED, G.E. #55F314AD | 1.10 30,45
Hce 16 100 ¥VAR CAPACITOR BANK OF 4-25KVAR CAPACITORS 7.92
PYRANDOL FILLED, 1.98 GAL.EA. G.E. #!37F541C1. QBOV, 3p. 215.23

Dl jos Lecks Fonnst 8/4/34 Locct St
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ASHOROVE LDME -

EQUIPMENT LIST
TRANSFORMERS & CAPACITORS (WITH PCB'S WHERE APPLICABLE)

LT

TOCRITON T “EQOULPMENT T GALS, | KILOGRAMS,
KILN 2 CAPACITOR BANKS, EACH CONSISTING OF 4=-20 KVAR PYRANOL 13236 369. 8C
MCC ROOM FILLED CAPACITORS (1.67 GALS EACH) G.E. 37F541C1 (4BOV,3@)
KILN 7.5 KVAR CAPACITOR (480V,3P) G.E. #55F312AD. PYRANOL FILLEHN, 0.625 17.30
MCC ROOM .
HATN ** 2000 KVA TRANSFORMER SER No. E68960, 12000~480/277 V, 3¢ | 385. 10656.84
SUBSTATION C.E. PYRANOL FILLED .
LfILN ' 1 KVA TRANSFORMER 120/240-12/24 V, 1¢. ZINSCO. DRY
cc RooM ATR COND, & HEATING — WITH FURNACE ROOM,-
KILN 3 KVA TRANSFORMER 480-120 - 12/240 V, DRY
MCC ROOM 18, TYPE H. UPTEGRAFF
KIIN 45 KVA TRANSFORMER 480 - 120/208V 3§, TYPE DLT. DRY
MCC ROOM - UPTEGRAFF , .
MCC 9 30 XVA TRANSFORMER 480-120/208 v, 3p. #6T1086. MGM. DRY
MCC 10 30 KVA TRANSFORMER, 480-120/208V, 3¢, DRY
KILN 3 50 KVAR CAPACITOR, DIELTKTROL FILLED. G.E. {55L347KE 2.1 -
M2 (#3 Combugtion Fan) NON PCB
KILN 3 20 KVAR CAPACITOR. DIELEKTROL . 1.2 4
AIR COMP. ' FILLED,. G.E, #55L345KE NON PCB
RILN 3 60 KYAR CAPACITOR. DIEL_KTROL FILLED. G.E. #55L516KE 2.7
iT.D. FAN (Exhaust Fan) ' : NON PCB
iMcc 42 2-15 KVAR CAPACITOR BANK. G.E. §37F540G1. PYRANOL 2,2
iR OOM FILLED 1.10 GAL., FACH. : 60.50
MCC #2 30 KVA TRANSFORMER. 4B80- 120/208 v, DRY
IROCX - 3¢, TYPE DLT. UPTEGRAFF.
Mee #1 60 KVAR CAPACITOR BANKX OF 3-20KVAR CAPACITORS. 5.01 138.68
|ROOHM ' PYRANOL FILLED 1.67 GAL. EACH :
McC #1 . 45. KVA TRANSFORMER 480-120/208V, DRY
ROOM 3¢, TYPE DLT. UPTEGRAFF -
CRUSHER 50 KVAR CAPACITOR BANK OF 2-25 KVAR CAPACITORS. 3.96 _
MCC 43 PYRANOL FILLED 1,98 GAL. EACH G.E. #37F540G1. 109.61
CRUSHER 45KVA TRANSFORMER, 480-120/208V, 3§, TYPE DLT. UPTEGRAFF, _DRY
STORES 30KVA TRANSFORMER, 480-120/208V, 3¢, TYPE DLT. UPTEGRAFF. | DRY
;ggags 15 KVAR CAPACITOR. 480V, 3¢ BYRANOL FILLED. G.E. #55F314AD | 1.10 30.45
McC 16 100 KVAR CAPACITOR BANK OF 4-25KVAR CAPACITORS, 7.92
PYRANOL FILLED, 1.98 GAL.EA. G.E. {37F541G1. 480V, 38. 216.23
Mo Lecks 5'/10/8’5 ﬁM Dt
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7SAGROVE LIME -

EQUIPMENT LIST

TRANSFORMERS & CAPACITORS (WITH PCB'S WHERE APPLICABLE)

c

TOCRIToN | “EQUIPMENT T GALS, | KILOGRAMS.,
KILN 2 CAPACITOR BANKS, EACH CONSISTING OF 4—-20 KVAR PYRANOL J13z36 369. 80
MCC ROOM TILLED CAPACITORS (1.67 GALS EACE) G.E. 37F541G1 (480V,39)
XILN 7.5 XVAR CAPACITOR (480V,3@) G.E. #S5F312AD. PYRANOL FILLEH. 0.625 17.3Q
M CC ROOM .
MATN - 2000 XVA TRANSFORMER SER No. E68960., 12000-480/277 V, 3§ | 385. 10656.80
SUBSTATION C.E. PYRANOL FILLED . -
KILN 1 KVA TRANSFORMER 120/240-12/24 V, 16. ZIRSCO. DRY
MCC ROQH ATR COND. & HEATING — WITH FURNACE ROOM,-
KILN 3 KVA TRANSFORMER 480-120 - 12/240 V, DRY
MCC ROOM 19, TYPE H. UPTEGRAFF
I ’
KIIN 45 XVA TRANSFORMER 480 - 120/208V, 3¢, TYPE DLT. DRY
MCC ROOM - UPTEGRAFF _ _
MCC 9 30 KVA TRANSFORMER 480-120/208 Vv, 3§, #6T1086. HMGM. DRY
MCC 10 30 XVA TRANSFORMER. 480-120/208V, 3¢, DRY
KILN 3 50 KVAR CAPACITOR. DIELEKTROL FILLED. G.E. #55L347KE 2.1 7
2 (§3 Cr.nml:n.ls1 tiocn Fan) NON PCB
KTLN 3 20 KVAR CAPACITOR. DIELERTROL . 1.2 4
AIR COMP, ' FILLED.. G.E/, #55L345KE NON PCB
KILN 3 60 KYAR CAPACITOR DIELEKTRDL FILLED. G.E. {/55L516KE 2.7
1I D. FAN (Exf‘naust Fan) - NON PC3B
;Mcc 42 2-15 KVAR CAPACITOR BANK. G.E. #37F540G1. PYRANOL 2,2 I
iR OOM FILLED 1.10 .GAL. EACH. : 60.90 | .
MCC #2 30 KVA TRANSFORMER, 480- 120/208 v, DRY
'ROOM 3@, TYPE DLT. UPTEGRAFF,
Mec #1 60 KVAR CAPACITOR BANK OF 3-20KVAR CAPACITORS. 5,01 138.68
[ROOM - PYRANOL FILLED 1.67 GAL. EACH :
McC £1 + 45. KVA TRANSFORMER 480-120/208V, DRY
ROOM 3¢, TYPE DLT. UPTEGRAFF
CRUSHER 50 KVAR CAPACITOR BANK OF 2-25 KVAR CAPACTITORS, 3.96
HMCC #3 PYRANOL FILLED 1.98 GAL. EACH G.E. #37F54001, 109.61
CRUSHER 45KVA TRANSFORMER, 480-120/208V, 3§, TYPE DLT. UPTEGRAFF. |-DRY
STORES 30KVA TRANSFORMER, 480-120/208V, 3¢, TYPE DLT. UPTEGRAFF. | DRY
STORES - 15 KVAR CAPACITOR. 480V, 3¢ BYRANOL FILLED. G.E. #55F314AD | 1.10 30.45
MeC 16 100 KVAR CAPACITOR BANK OF 4-25KVAR CAPACITORS, 7.92
PYRANOL FILLED, 1.98 GAL.EA., G.E. #37F541G1. 480V, 3. 219.23

[=20-86" No Leck) Lot f2e_
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—JSNCROVE LDME

EQUIPMENT LIST

TRANSFORMERS & CAPACITORS (WITH PCE'S WHERE APPLICAELE)

LS

TOCRITON “FOUIPMENT GALS. ¥TLOCRAMS |
XILN 2 CAPACITOR BANKS, EACH CONSISTING OF 4-20 XVAR PYRANOL 113136 36%9.80
M CC ROOM FILLED CAPACITORS (1.67 GALS EACH) G.E. 37F54161 (480v,34) | |
KILN 7.5 KVAR CAPACITOR (480V,39) G.E. #55F312AD. PYRANOL FILLEN. 0,625 17.30
W CC ROOM -
MAIN ~° 2000 KVA TRANSFORMER SER No. E68960, 12000-480/277 V, 3¢ | 385. 10656. 84
SUBSTATION C.E. PYRANOL FILLED . ‘
KILN 1 XVA TRANSFORMER 120/240-12/24 V, 1§, ZINSCO, DRY
MCC ROOM ATR COND. & HEATING — WITH FURNACE ROOM,"
KILN 3 KVA TRANSFORMER 480-120 ~ 12/240 v, DRY
MCC ROOM 1¢, TYPE H. UPTEGRAFF
KIIN - 45 KVA TRANSFORMER 480 - 120/2oav 3¢, TYPE DLT. DRY
MCC ROOM UPTEGRAFF _ .
McC 9 30 KVA TRANSFORMER 480-120/208 v, 3p. #6T1086. MGM. 'DRY
MCC 10 30 KVA TRANSFORMER. 480-120/208V, 3¢. DRY
KILN 3 50 KVAR CAPACITOR. DIELEKTROL FILLED. G.E. #55L347KE 2.1 -
#12 (#3 Combugtion Fan) NON PCB
KILN 3 20 KVAR CAPACTITOR. DIELERTROL . 1.2 4
ATR COMP. " FILLED.. G.E. #55L345KE NON PCB
e
RILN 3 60 KYAR CA.'PACITOR DI‘EI.._KTROL FILLED, G.E. #55L516KE 2.7
?I .D. FAN (Exhaust Fan) : NON PCB
iMCC #2 2-15 KVAR CAPACITOR BANK. G.E. #37F540Gl. PYRANOL 2,2
iR OOM FILLED 1.10 GAL. EACH. ' 60.90
MCC 2 30 KVA TRANSFORMER. 480- 120/208 v, DRY
IROCY -3¢, TYPE DLT. UPTEGRAFF, ‘
MCC #1 60 KVAR CAPACITOR BANK OF 3-20KVAR CAPACITORS. 5.01 138.68
IROOM . PYRANOL FILLED 1.67 CAL. FACH :
MCC £1 - 45. KVA TRANSFORMER 480-120/208V, DRY
ROOM 38, TYPE DLT. UPTEGRAFF
CRUSHER 50 KVAR CAPACITOR BANK OF 2-25 KVAR CAPACITORS. 3.96
Mce #3 PYRANOL FILLED 1.98 GAL. EACH G.E, #37F540C1. 109.61
CRUSHER 45KVA TRANSFORMER, 480-120/208V, 3@, TYPE DLT. UPTEGRAFF. | DRY
STORES 30KVA TRANSFORMER, 480-120/208V, 3§, TYPE DLT. UPTEGRAFF. | DRY
STORES 15 KVAR CAPACITOR. 480V, 3§ BYRANOL FILLED. G.E. #55F314AD | 1,10 30,45
Mce 16 100 XVAR CAPACTTOR BANK OF 4-25KVAR CAPACITORS, 7.92
FYRANOL FILLED, 1.98 GAL.EA. G.E. f137F541G1l. 480V, 3@. 219.23

Lecks Fpunsd

K Mo

10/7/ 85 WM
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—FSAGROVE LIDME
EQUIPMENT LIST
TRANSFORMERS & CAPACITORS (WITH PCB'S WHERE APPLICABLE)

R

TOCRITON “EOUIPMERT — ] GALS, | KILOGRAMS.

KILN 2 CAPACITOR BANKS, EACH CONSISTING OF 4~-20 KVAR PYRANOL J 13236 369. 84

M CC ROOM FILLED CAPACITORS (1.67 CALS EACH) G.E. 37F541Gl (480V,38)

- !

KILN 7.5 XVAR CAPACITOR (480V,3P) G.E. §55F312AD. PYRANOL FILLEN. 0.625 17.34

M CC ROOM o

MAIN ** | 2000 KVA TRANSFORMER SER No. E6B960. 12000-480/277 V, 3¢ | 385, 10656.8(
SUBSTATION G.E. PYRANOL FILLED

KILN 1 KVA TRANSFORMER 120/240-12/24 V, 1§. ZINSCO. DRY

MCC ROOM ATR COND, & HEATING — WITH FURNACE ROOM,"

KILN 3 KVA TRANSFORMER 480-120 - 12/240 ¥, DRY

MCC ROOM 1¢, TYPE H. UPTEGRAFF

KIIN 45 XVA TRANSFORMER 480 - 120/208V, 3¢, TYPE DLT. DRY

MCC ROOM UPTEGRAFF - .

MCC 9 30 XVA TRANSFORMER 480-120/208 Vv, 3¢. #6T1086. MGM. DRY

MCC 10 30 KVA TRANSFORMER, 480-120/208V, 3. DRY

XILN 3 50 XVAR CAPACITOR. DIELEXTROL FILLED. G.E. #55L347KE 2,1 -
M2 (#3 Combustion Fan) KON PCE

KILN 3 20 KVAR CAPACITOR. DIELEKTROL . 1.2 4
AIR COMP, 'FILLED.. GC.E. {#55L345KE NON PCB

KILN 3 60 KYAR CAPACITOR. DIEL...KTROL FILLED, G.E. #55L516KE 2.7
;I D. FAN (Exhaust Fan} ‘ NON PCE
iMcC 42 2-15 KVAR CAPACITOR BANK. G.E. #37F540GL. PYRANOL 2,2
iR OOM FILLED 1.10 .GAL. EACH. : 60.90
Mce #2 30 KVA TRANSFORMER. 480- 120/208 v, DRY
gRoox -3¢, TYPE DLT. UPTEGRATF.
MCC #1 60 KVAR CAPACITOR BANK OF 3-20KVAR CAPACITOES. 5.01 138.68
IROOM - PYRANOL FILLED 1.67 GAL. EACH :
MCC #1 : 45. KVA TRANSFORMER 480-120/208V, DRY
ROOM 3¢, TYPE DLT. UPTEGRAFF

CRUSHER 50 KVAR CAPACITOR BANK OF 2-25 KVAR CAPACITORS, 3.96
Mcc 43 PYRANOL FILLED 1.98 GAL. EACE G.E. #37F540G1. 109.61
CRUSHER 45KVA TRANSFORMER, Aao-:.zo/zogv. 3¢, TYPE DLT. UPTEGRAFF. |-DRY

STORES 30KVA TRANSFORMER, 480-120/208V, 3¢, TYPE DLT. UPTEGRAFF. | DRY

STORES 15 KVAR CAPACITOR. 480V, 3¢ BYRANOL FILLED. G.E. #5SF314AD | 1.10 30.45
Mce #6 100 XVAR CAPACITOR BANK OF 4-25KVAR CAPACITORS, 7.92

PYRANOL FILLED, 1.98 GAL.EA. C.E. {#37F541Gl. 480V, 38. 219,23

Ne tesin ¥-20-35
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7SAGROVE LIME -

EQUIPMENT LIST
TRANRSFORMERS & CAPACITORS (WITH PCB'S WHERE APPLICABLE)

~

|TooRiIon T “EQUIPMENT — T GALS, | KILOCRAMS.
KILN 2 CAPACITOR BANKS, EACH CONSISTING OF 4-20 KVAR PYRANOL ) 13:36 . 369,80
CC ROOM FILLED CAPACITORS (1.67 CALS EACH) G.E, 37F541Gl (480V,3¢) | .
KILN 7.5 KVAR CAPACITOR (480V,3p) G.E. f55F312AD. PYRANOL FILLED. 0.625 - 17.30
cC ROOM o
_ : r B
MATN ~: 2000 XVA TRANSFORMER SER No. E68960. 12000-480/277 Vv, 3¢ | 385. 10656.80
SUBSTATION G.E. PYRANOL FILLED . :
KILN 1 KVA TRANSFORMER 120/240-12/24 V, 1f, ZINSCO. DRY
MCC ROQM AIR COND. & HEATING — WITH FURNACE ROOM,"
KILN 3 XVA TRANSFORMER 480-120 - 12/240 V, DRY
MCC ROOM 14, TYPE H. UPTEGRAFF
R N )
XILN 45 XVA TRANSFORMER 480 - 120/208v, 3¢, TYPE DLT, DRY
MCC ROOM - UPTEGRAFF - :
McC 9 30 XVA TRANSFORMER 480-120/208 V, 38, #6T1086, MGM, DRY
Mce 10 30 KVA TRANSFORMER. 480-120/208V, 3. DRY i
KILN 3 50 XVAR CAPACITOR. DIELEKTROL FILLED. G.E. #55L347KE 2.1 -
M2 (#3 Combugtion Fan) NON PCB
KILN 3 20 KVAR CAPACITOR. DIELEKTROL . 1.2 4
ATR COMP. ' FILLED.. G.E. #55L345KE NON PCB
KILN 3 60 KYAR CAPACITOR. DIELEKTROL FILLED. G.E. #SSLS16KE 2.7
:I D. FAN (Ex‘maust ran) : NON PCB
McC 42 2-15 KVAR CAPACITOR BANK. G.E, #37F540GL. PYRANOL 2,2
iR OOM FILLED 1.10 GAL. EACH. : 60.90
MCC 2 30 KVA TRANSFORMER. 480- 120/208 v, DRY
'ROOM -3¢, TYPE DLT. UPTEGRAFF,
MCC {13 60 KVAR CAPACITOR BANK OF 3-~20KVAR CAPACITORS. 5.01 138.68
ROOM - PYRANOL FILLED 1.67 GAL, EACH :
MCcC 1 - 45. XVA TRANSFORMER 480-120/208Y, DRY
ROOM 3¢, TYPE DLT. UPTEGRAFF
CRUSHER 50 KVAR CAPACITOR BANK OF 2-25 KVAR CAPACITORS. 3.96
MCC #3 PYRANOL FILLED 1.98 GAL. EACH G.E, {!37F540C1. 109.61
CRUSHER 4SKVA TRANSFORMER, 480-120/208V, 3¢, TYPE DLT. UPTEGRAFF, DRY
STORES 30KVA TRANSFORMER, 4B0-120/208V, 3§, TYPE DLT. UPTEGRAFF. | DRY
STORES 15 KVAR CAPACITOR. 480V, 3¢ BYRANOL FILLED. G.E. #5SF314AD | 1,10 30,45
hcc #6 100 XVAR CAPACITOR BANK OF 4-25KVAR CAPACITORS, 7.92
PYRANOL FILLED, 1.98 GAL.EA. G.E. {37F54101. 480V, 308. 219.23

O K No Llecks 6-25-85 Posl A2
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TASRGROVE LIHE -

EQUIPMENT" LIST
mmsmmms & CAPACITORS (WITH PCB'S WHERE APPLICABLE) .
LOL;AI'IOH | "EQUIPMENT | GALS, | KILOGRAMS ,
KILN 2 CAPACTTOR RANKS, EACH CONSISTIRNG OF 4-20 KVAR PYRANOL J‘lazss 359,80
M CC ROOM FILLED CAPACITORS (1.67 GALS EACH) G.E. 37F541C1 (480V,38) j,
KILN 7.5 KVAR CAPACITOR (480V,3P) G.E. £55F312AD. PYRANOL FILLEN. 0.625 17.30Q
CC ROOM o
MAIN *~ 2000 KVA TRANSFORMER SER No. E6B8960. 12000-480/277 V, 3¢ 385. 10656.8Q
SUBSTATION G.E. PYRANOL FILLED .. -
XILN 1 XVA TRANSFORMER 120/240-12/24 V, 1f. ZINSCO, DRY
MCC ROOM AIR COND. & HFATING — WITH FURNACE ROOM,"
KILN 3 XVA TRANSFORMER 480-120 - 12/240 v, DRY
MCC ROOM 1@, TYPE H. UPTEGRAFF
Y G
KILN 45 KVA TRANSFORMER 480 - 120/208v 3¢, TYPE DLT. DRY
MCC ROOM . UPTEGRAFF . )
Mcc 9 30 XVA TRANSFORMER 430-120/208 V, 308, #6T1086. MGM. DRY
Mce 10 30 KVA TRANSFORMER. 480-120/208V, 3. DRY
KILN 3 50 XVAR CAPACITOR. DIELEKTROL FILLED. G.E. {#55L347KE 2.1 -
N2 (#3 Combugrion Fan) NON PCB
KILN 3 20 KVAR CAPACTTOR. DIELEKTROL . 1.2 4
ATIR COMP, " FILLED.. G.E. #55L345KE NON PCB
KILN 3 60 KYAR CAPACITOR DIEL_KTROL FILLED, G.E. {#55L516KE 2.7
iI.D., FAN (Exhaust Fan) : NON PCB
iMcC #2 2-15 KVAR CAPACITOR BANK. E. #37F540G1. PYRANOL 2,2 .
iR 00M FILLED 1.10 GAL. EACH. : 60.50
Mce #12 30 KVA TRANSFORMER. 480- 120/208 v, DRY
'ROCM - 36, TYPE DLT. UPTEGRATF.
iMce {11 60 KVAR CAPACITOR BANK OF 3-20KVAR CAPACITORS. 5.01 138,68
IROOM - PYRANOL FILLED 1.67 GAL. EACH :
MCC f1 : 45 KVA TRANSFORMER 480-120/208V, DRY
ROOM 3@, TYPE DLT. UPTEGRAFF -
CRUSHER 50 KVAR CAPACITOR BANK OF 2-25 KVAR CAPACITORS, 3.96
MCC #3 PYRANOL FILLED 1,98 GAL. EACH G.E. #37F540C1. 109.61
CRUSHER 45XVA TRANSFORMER, &80-120/20$v. 3¢, TYPE DLT. UPTEGRAFF. | DRY
STORES 30KVA TRANSFokMER, 480-120/208V, 3#, TYPE DLT. UPTEGRAFF. | DRY
iggRgs 15 KVAR CAPACITOR. 480V, 3p BYRANOL FILLED. G,E. #55F314AD | 1.10 30,45
HCe #6 100 KVAR CAPACITOR BANK OF 4-25KVAR CAPACITORS, 7.92
PYRANODI, FILLZD, 1.98 CAL.EA. G.E. #37F541G1. 480V, 3g. 219,23

No Leakt founsd 221385 Rauet Bboen
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DATE:
TO:
FROM:

SUBJECT:

ABH GROVE CEMENT WEST, INC.
Inter-0ffice Memorandum

JANUARY 7, 1991
ALL PLANT MANAGERS
STEVE SHERIDAN

CITATION

Attached is a copy of a citation received by the Rivergate plant from
the EPA regarding our failure to provide the proper recordkeeping under

the Toxic Substances Control Act (TSCA).

I want to be sure that the

rest of our plants are in compliance with these recordkeeping

provisions.

If you have any questions, please contact Doug Hale.
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© " United States Region 10 Alaska

Environmental Protection 1200 Sixth Avenue Idaho
Agency Seallle WA 98101 Oregon
Washington
EPA
Reply To:

Attn Of: S0-125 DEC 061990

CERTIFIED MAIL - RETURN RECEIPT REQUESTED

CT Corporation System
Registered Agent for

Ash Grove Cement West, Inc.
800 Pacific Building
Portland, Oregon 97204

Re: Ash Grove Cement West, Inc.
Toxic Substances Control Act
Docket No. 1090-10-30-2615

Dear Registered Agent:

Enclosed is an administrative Complaint for the assessment of civil
penalties that has been filed against Ash Grove Cement West, Inc., by the
U.S. Environmental Protection Agency. A copy of the penalty policy and the
Consolidated Rules of Practice that apply to this Complaint are also
enclosed. Please read these documents carefully and respond within the time
Timit specified in the Complaint.

The Complaint alleges that Ash Grove Cement West, Inc., violated the
recordkeeping provisions of the PCB (polychlorinated biphenyl) Reguiations
issued under the Toxic Substances Control Act (TSCA). As explained in the

- Complaint, unless you request and receive a written extension of time, you
have twenty (20) days to do one of the following:

1. arrange a settlement conference;

2. file a written Answer and request a hearing with an administrative
law judge; or

3. pay the assessed penaity.

The specific procedures for each of the three options are explained in the
Complaint. Also, as explained in the Complaint, if you fail to take one of
the actions outlined above, a default order could be entered against you.
After entry of an order of default, penalties can be assessed against you
without further notice.
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However, we are available to discuss with you the alleged violations and
proposed penalties. In particular, we are willing to explore with you whether
any of the expenditures you have incurred for proper disposal of regulated
equipment may provide a basis for mitigating the proposed penalties. Such
discussions may result in settlement which would make the filing of a written
Answer unnecessary. Margaret Silver, Associate Regional Counsel, is the
attorney handling this Complaint for EPA. If you want to arrange for a
settlement conference, request a time extension, or have other questions, you
may call her at (206) 553-1476.

Sincerely,

Kenneth D. Feigner,TChief

Pesticides and Toxic Substances Branch

Enclosures
cc: William Kistler, Plant Manager

Ash Grove Cement West, Inc.
Bi1l1 Danson, EPA Headquarters
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8 UNITED STATES ENVIRONMENTAL PROTECTION AGENCY
9

10 In the Matter of: DOCKET NO. 1090-10-30-2615

1 ASH GROVE CEMENT WEST, INC.,
COMPLAINT

12 Respondent.

13

14

15 I.

JURISDICTION

16

17

18 1.  This is an administrative action instituted pursuant to

19 Section 16(a) of the Toxic Substances Control Act (TSCA), 15 U.S.C.

20 § 2615(a), for the assessment of a civil penalty. The Complainant is

21 Region 10, United States Environmental Protection Agency (EPA). Complainant

22 has reason to believe that the above-named Respondent has violated federal

regulations addressing the use and/or disposal of polychlorinated biphenyls

23

24 (PCBs) (40 C.F.R. Part 761 promulgated under Section 6 of TSCA), and thereby

95 has violated Section 15 of TSCA, 15 U.S.C. § 2614,
26
27

28 COMPLAINT - Page 1 of 8
DOCKET NO. 1090-10-30-2615 ' ]

Form OBD-183
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B

10
11
12
13
14
15
16
17
18
19
20
21
22
23
24
25
26
27

28

Form 0BD-183
12876 DOJ

II.
FINDINGS AND VIOLATIONS

2. On June 14, 1990, an EPA inspection was performed at Ash Grove
Cement West, Inc., in Portland, Oregon. The purpose of the inspection was to
determine compliance with TSCA, 15 U.S.C. § 2601 et seq., and specifically
the PCB Regulations promulgated at 40 C.F.R. Part 761. Violations were
documented as a result of the inspection; these violations and applicable

requlations and requirements are set forth below.

3. REGULATION - RECORDS & MONITORING: 40 C.F.R. § 761.180(a)

states that, beginning July 2, 1978, each ocwner or operator of a facility
using or storing at one time at Teast 45 kilograms (99.4 pounds) of PCBs
contained in PCB Container(s), or one or moré:ECB TransformerQQ or 50 or more
PCB Large High or Low Voltage Capacitors, shall develop and ﬁ;}ntain records
on the disposition of the PCBs and PCB Items. The records shall form the
basis of an annual document prepared for each facility by July 1, covering

the previous calendar year. The following information for each facility

shall be included in the annual document:

1) The dates when PCBs and PCB Items are removed from service, are
placed into storage for disposal, and are placed into transport for
disposal. The quantities of the PCBs and PCB Items shall be

indicated using the following breakdown:

COMPLAINT - Page 2 of 8
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] i)  Total weight in kilograms of any PCBs and PCB Items in PCB

> Containers, including the identification of contziner contents

3 such as liquids and capacitors;

4 ii) Total number of PCB Transformers and total weight in kilogranms

5 of any PCBs contained in the transformers: and

6 iii) Total number of PCB Large High or Low Voltage Czpaciters.

7

8 2) For PCBs and PCB Items removed from service. the location ¢i the

9 initial disposal or storage facility and the name of the owner or

10 operator of the facility.

11
12 ' 3) Total quantities of PCBs and PCB Items remaining in service at the
13 end of the calendar year, using the following bréakdown:
14
15 i) Total weight in kilograms of any PCBs and PCB Items in PCB
16 Containers, including the identification of container contents

17 such as 1liquids and capacitors;
18 ii) Total number of PCB Transformers and total weight in kilograms
19 of any PCBs contained in the transformers; and
20 iii) Total number of PCB Large High or Low Voltage Czpacitcrs.
21
22 4.  VIOLATIONS ONE THROUGH FOUR: There were no PCB annual
23 documents for the years 1988, 1987, 1986, and 1985. During these yezrs,
24 there was at Teast one PCB Transformer in use ‘or stored for reuse at Ash
75 Grove Cement West, Inc., Portland, Oregon. ?
26
27
.8 | COMPLAINT - Page 3 of 8
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10
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18
19
20
21
22
23
24
25
26
27

28

Form 0BD-183
12876 DOJS

IIT1.
PROPOSED CIVIL PENALTY

5. Section 16 of TSCA, 15 U.S.C. § 2615, authorizes a civil
penalty of up to $25,000.00 per day for each violation of TSCA. Based upon
the vioTations cited in this Complaint, the nature, circumstances, extent,
and gravity of the violations alleged, Respondent’s ability to pay, effect on
the Respondent’s ability to continue to do business, Respondent’s history of
prior such violations, the degree of Respondent’s culpability, and other such
matters as justice requires, the Complainant proposes that Respondent be
assessed the following penalty calculated in accordance with the PCB Penaity

Policy. A copy of the Penalty Policy accompanies this Complaint.

6. The nature, circumstances, and gravity of Respondent’s failure
to maintain annual documents, as cited in Violations One through Four, are
represented by Level Four on the matrix. The extent of these violations is
represented by "significant" on the matrix. The amount of the penalty has
been reduced by 50% since Respondent had all the information that is required
for annual documents. However, the amount of the penalty was adjusted uﬁﬁérd
by 50% for Violations One through Four because of Respondent’s prior
violations of the PCB Regulations which resulted in a Consent Agreement and

final Order.

7. The proposed penalty reflects a presumption of Respondent’s
ability to pay the penalty and to continue in business. Respondent may

submit appropriate documentation to rebut that presumption during settlement

COMPLAINT - Page 4 of 8
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negotiations. Taking into account all the above factors, the penalty for

' Respondent Ash Grove Cement West, Inc., as prescribed by the matrix, is

2
3 ? $18,000, calculated as set forth below. Based on the history of prior such
4 E violations by Respandent, on the degree of culpability of Respondent, and on
5 ¥ other matters as justice requires, no further adjustment of the penalty is
5 indicated at this time. If appropriate, further penalty adjustments may be
!
; i made during settlement negotiations.
s |
g Requlation Requirement Penalty Amount
y !
10 {40 C.F.R. § 761.180(a) Recordkeeping $24,000 ($6,000 x 4) ?
! 50% reduction for
11 | having all information -$12,000
12 f Subtotal $12,000
50% upward adjustment +_$6.000
R - TOTAL $18,000
14
i .
15 IV.
16 f NOTICE OF OPPORTUNITY TO REQUEST A HEARING
17
18 ; 8. The Consolidated Rules of Practice, 40 C.F.R. Part 22, govern
I
19 ﬂ these proceedings. A copy of the Consolidated Rules of Practice accompanies
20 ﬁ this Complaint. Under those rules, Respondent has the right to request a
21 .
' formal hearing to contest any materjal fact set forth in this complaint or
22
to contest the appropriateness of the proposed penalty.
23
24 ] .
9, To avoid being found in default, which constitutes an _
25 i
admission of all material facts alleged in the Complaint and a waiver of the
26
right to a hearing, and which will effect the assessment of the above civil
27
28 COMPLAINT - Page 5 of 8
DOCKET NO. 1090-10-30-2615
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1 penalty without further proceedings, Respondent must file with the Regional
2 Hearing Clerk a written Answer within twenty (20) days after service of this
3 Complaint. Respondent’s Answer must clearly and directly admit, deny, or
4 explain each of the factual allegations contained in this Complaint with
5 regard to which Respondent has any knowledge. Where Respondent has no
6 knowledge of a particular fact and so states, the allegation is deemed
7 denied. Failure to deny any material factual allegation constitutes an
8 admission of the allegation. The Answer shall also state: (1) the
9 circumstances or arguments which are alleged to constitute the grounds of
10 defense; (2) the facts which Respondent intends to place at issue; and, (3)
11 whether a hearing is requested. A hearing is deemed requested should
12 Respondent contest any material fact upon which the Complaint is based or
13 raise any affirmative defense, or contend that the.amount of the penalty
14 proposed in the Compiaint is inappropriate, or cltaim that Respondent is
15 entitled to judgment as a matter of law. The Answer must be sent to:
16
17 . , .
Regional Hearing Clerk, Region 10
18 U.S. Environmental Protection Agency
1200 Sixth Avenue, S0-125
19 Seattle, Washington 98101
20
21 10. A copy of the Answer and all other documents which Respondent
22 shall file in this action must be furnished to Margaret Silver, Associate
23 Regional Counsel, the attorney assigned to represent EPA in this matter, at:
24 . ‘ ,
Office of Regional Counsel, Region 10
25 U.S. Environmental Protection Agency
1200 Sixth Avenue, S0-125
26 Seattle, Washington 98101
27
28 COMPLAINT - Page 6 of 8
DOCKET NO. 1090-10-30-2615
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|
|
i
|
V.
1
, INFORMAL SETTLEMENT CONFERENCE
5
4 g 11. Whether or not a hearing is requested. Respondent may contact
5 ﬂ the above-named attorney to arrange for an informal settlement conference to
|
6 discuss the facts of this case, the amount of the proposed penaity, or the
; H possibility of settlement. An informal settlement conference does not,
8 ! however, affect Respondent’s obligation to file a timely written Answer to
the Complaint.
9
10 !
11 ; 12. EPA has the authority to modify the amount of the proposed
i ;
12 I penalty, where appropriate, to reflect any settlement reached with
13 ? Respondent in an informal conference. The terms of such an agreement would
!
14 g be embodied in a Consent Agreement and Consent Order. A Consent Agreement
15 and Consent Order entered into by and between EPA and Respondent would be
16 binding as to all terms and conditions specified therein upon signature by
17 both parties and the EPA Regional Administrator.
18
19 13. Respondent is advised that, after the Complaint is issued,
20 the Consolidated Rules of Practice prohibit any ex parte (unilateral)
21 I discussion of the merits of any action with the EPA Regional Adrinistrator,
22 Chief Judicial Officer, Administrative law Judge, or any person Tikely to
23 advise these officials in the decision of this case.
24
25
26
27
28 COMPLAINT - Page 7 of 8
DOCKET NO. 1090-10-30-2615
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VI‘
PAYMENT OF PENALTY

i 14. Instead of requesting an informal settlement conference or
ﬂ filing an Answer requesting a hearing, Respondent may choose to pay the

E proposed penalty. In order to do this, Respondent must first establish

i contact with the EPA attorney named in Paragraph 10 of this Complaint to

arrange for the preparation of a Consent Agreement and Consent Order.
i
10

!

11

v
ISSUED AT SEATTLE this _&~__ day of Lecembe r , 1990.

12

" KENNETHD FETGNER Chier
15 Pesticides and Toxic Substances Branch

16

17

18

19

20

21

22

23

24 |
25
26 |

27

28 COMPLAINT - Page 8 of 8
DOCKET NO. 1090-10-30-2615

Form QBD.183
12876 DOJ

Appendix59-000066



6 CERTIFICATE OF SERVICE

9 1 heréby certify that the original of the foregoing Complaint, Docket
10 Number 1090-10-30-2615, has been filed with the Region 10 Hearing Clerk, and
11 that a true and correct copy thereof (with accompanying copy of the

12 Consolidated Rules of Practice and the Polychlorinated Biphenyls (PCB) Penalty

13 Policy) was sent by Certified Mail, Return Receipt Requested, to:
14

15 ‘

16 |

17 C.T. Corporation System
N Registered Agent for
L Ash Grove Cement West, Inc.
800 Pacific Building
18 Portland, Oregon 97204

20
21
22
23 -
24 DEL. o Sepido
o5 . DATE T NAME  R.V. Corsilles

g . PTSB, Region 10

26 TITLE
27i
|

28

Form COBD-183
12876 DOJ
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CERTIFICATE OF SERVICE

I hereby certify that the original of the foregoing Consent
Agreement and Consent Order for Payment of Civil Penalties In the
Matter of: Ashgrove Cement West, Docket No. 1090-10-30-2615,
dated February 22, 1991, was hand delivered this day to Marian L.
Atkinson, Regional Hearing Clerk, and a true and correct copy was
sent to the following address by mail, as follows:

Steven Dolmanisth

Miller, Nash, Wiener, Hager & Carlsen By Certified Mail

111 SW 5th Avenue Return Receipt Requested
Suite 3400

Portland, Oregon 97204-3699

Ms. Marian L. Atkinson
Regional Hearing Clerk By Hand Delivery
U.S. Environmental Protection
Agency, Region 10
1200 Sixth Avenue
Seattle, Washington 98101

Dated: &-95-9/ E%ﬂﬁikt&l.éﬁuuio

Pamela R. Lewis
Secretary
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"BEFORE THE UNITED STATES ENVIRONMENTAL PROTECTION AGENCY

In the Matter of:
Docket No. 1090-10-30-2615

ASHGROVE CEMENT WEST, INC.

CONSENT AGREEMENT AND CONSENT
ORDER FOR PAYMENT OF CIVIL
PENALTIES

Respondent.

St Wt Mot Nt Wiyt Wgs? St

I. PRELIMINARY STATEMENT

1. The United States Environmental Protection Agency
("EPA") initiated this proceeding for the assessmerit of a civil
penalty pursuant to Séction 16{a) of the Toxic¢ Substances Control
Act ("TSCA"), 15 U.S.C. § 2615(a}, by issuing a Complaint against
Respondent, Ashgrove Cement West, Inc., on Decemﬁer 6, 1990.

2. The Complaint chérged Respondent with four counts -
6f improper recordkeeping in violation of the Polychlorihated
Biphenyl ("PCB") provisions of TSCA Section 15 (15 U.S.C. § 2614)
and 40 C.F.R. Part 761, and sought the imposition of a penalty of
EIGHTEEN THOUSAND DOLLARS ($18,000).

3. As a result of information exchanged during

settlement negotiations, EPA and Respondent agreed to resolve

CONSENT AGREEMENT AND CONSENT ORDER - Page 1
FOR PAYMENT OF CIVIL PENALTIES
DOCKET NUMBER 1090-10-30-2615
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26
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28

this matter by executing this Consent Agreement and Consent

Order.

II. CONSENT AGREEMENT

4. Respondent admits the jurisdictional allegations
contained in the Complaint.

5. Respondent neither admits nor denies the factual
allegations, findings, or conclusions of law-contained in the
Complaint.

6. The parties agree that on June 14, 1990, an EPA
inspection was performed at Respondent's facility located in
Portland, Oregon.

7. In conformance with EPA's PCB Penalty Policy,
dated April 9, 1990, EPA and Respondent agree to mitigate the
penalty proposed in the Cémplaint éé follows:

' a. Respondent has been cooperative and took
prompt action to respond to the Complaint and settle this
matter voluntarily. Accordingly, the proposed penalty is
reduced by 15 percent, or TWO THOUSAND SEVEN.HUNDRED DOLLARS
($2,700) . ' .

b. Respondent removea one PCB Transformer and 21
PCB Capacitors, incurring disposal costs of at least FIFTEEN
THOUSAND THREE HUNDRED DOLLARS ($15,300), and provided
documentation that this equipment was disposed of in
accordance with all applicable laws and regqulations. On

account of these expenditures,.the proposed penalty is

CONSENT AGREEMENT AND CONSENT ORDER -~ Page 2
FOR PAYMENT OF CIVIL PENALTIES
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reduced.by 50¢ percent, or SEVEN THOUSAND éIX HUNDRED FIFTY
DOLLARS ($7,650).

8. Respondent waives its right to request an
adjudicatory hearing on any issue addressed in this Consent
Agreement and Consent Order.

9. Respondent agrees not to claim or attempt to claim
a federal income tax deduction or credit covering all or ény part'
of the civil penalty paid to the United States Treasurer.

10. Respondent and EPA agree to the issuance of the
Consent Ogger below, and Respondent consents to the assessment of

the civil penalty specified therein.

ITI. CONSENT ORDER

IT IS HEREBY ORDERED and ADJUDGED as follows:

1i1. For the reasons set forth above, Respondent is
hereby assessed a penalty‘in the améunt of SEVEN THOUSAND SIX
HUNDRED FIFTY DOLLARS ($7,650).

12. Respondent shall pay the penalty amount in full no
later than 30 days from the entry date of this Conserit Order by
mailing a certified check or money order, payable to the United
States Treasuref, to:

U.s. Environméntal Protection Agency, Region 10 E
(Region 10 Hearing Clerk)
P.O. Box 360903M
Pittsburgh, Pennsylvania 15251
A transmittal letter, giving Respondent's name; complete address,

and this case docket number must accompany each payment. A copy

of the check and of the transmittal letter shall be delivered or

mailed to the Regional Heafing Clerk at the following address:

CONSENT AGREEMENT AND CONSENT ORDER - Page 3
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U.S. Environmental Protection Agency

Region 10 Hearing Clerk

1200 Sixth Avenue, S0-125

Seattle, Washington 98101

13. If Respondent fails to pay the stipulated penalty

when due, any unpaid amount may be liquidated and made certain by
motion and notice filed with the court to which this Consent
Order is submitted for judgment and collectiori. Such motion and

notice may be served on the Respondent or its current legal

representative herein and shall be effective if so served.

l Pursuant to TSCA Section 16(a)(4), 15 U.S.C. § 2615(a)(4), the _

validity, 'amount, and appropriateness of the penalty is not

“ subject to review in any judicial collection proceedings.

l by the Secretary of the Treasury pursuant to 31 U.S.C. § 3717.

14. On any amount overdue under this Consent Agreement

and Consent Order, interest shall accrue at the rate established

Interest will begin to accrue from the date the payment was due.
15. Each party shall bear its own costs, fees, and
disbursements in this action.
16. This document is a "consent order" as that term is
used in the PCB Penalty Policy, dated April 9, 1990, for the

purposes of demonstrating a "history of prior such violations" as

provided in Section 16 of TSCA, 5 U.S.C. § 2615.

Sy g'yaru-\,_‘
DATED this ¢ & day of , 1991,

DANA A. RASMUSSEN Y
Regional Administrator

CONSENT AGREEMENT AND CONSENT ORDER - Page 4
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Stipulated, Agreed, and
Approved for Entry,
Waiving Notice:

Dated: Feb. 19, 1991

Dated:..é&léxdﬁ

ASHGROVE CEMENT ST, INC.

(o AL (LA A
o

(signature)

William A. Kistler Plant Manager

(print or type name and title)

U.S. ENVIRONMENTAL PROTECTION
.AGENCY

(///\//fm S Lo

G ET B. LVER
oclate Regional Counsel

CONSENT AGREEMENT AND CONSENT ORDER - Page 5
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MILLER, NASH, WIENER, HAGER & CARLSEN
ATTORNEYS AND COUNSELORS AT LAW
3500 U.S. BANCORP TOWER
1 S, w, FIFTH AVENUE

PORTLAND, OREGON 97204-3699 eaﬁs::;r.tfna?:g::cuitn
TELEPHOMNE (S03) 224-5858 Yol FIET AvENGE
SEATTLE, WABHING 1047078
TELEX 384482 KINGMAR BTL, TELEPHONE (208) 822+ B4m4
STEVEN J. DOLMANISTH FACSIMILE {503) 224-0185% FACSIMILE (200) B22-7488

March 5, 1991

Mr. william A. EKistler

Ash Grove Cement West, Inc.
Post Office Box 83007
Portland, Oregon 97283

Subject: Ash Grove Cement West, Inc.
Docket No. 1090-10-30-2615

Dear Bill:
Enclosed are copies of the following:
l. February 25, 1991, letter from Margaret B. Silver,

2. eXecuted Consent Agreement and Consent Order for
Payment of Civil Penalties.

As you will note, payment of $7,650 in the form of a certified
check or money order is due no later than March 26, 1991, The
check should be made payable to the "United States Treasurer"
and forwarded to:

U.S. Environmental Protection Agency, Region 10
(Region 10 Hearing Clerk)

Post Office Box 360903M

Pittsburgh, Pennsylvania 15251

In order to ensure that Ash Grove Cement West, Inc.'s, check is
properly credited, you should include a cover letter noting the
case docket number to which Ash Grove's check should be
applied. 1In addition, please forward a copy of the check and

Appendix59-000074



" MILLER, NASH, WIENER,
* HAGER & CARLSEN

Mr, William A, Kistler -2- March 5, 1991

letter to this office, and to the EPA o¢office in Seattle whose
address is:

U.S. Environmental Protection Agency, Region 10
(Region 10 Hearing Clerk)

1200 sixth Avenue, S0-125

Seattle, Washington 98101

Upon receipt of our copy, we will close the file on
this matter. I am pleased to have had an opportunity to work
with you.

Very truly yours,

T G

Steven J. Dolmanisth
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